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Joshua J. Meyer | Ri

Arizona State Bar No. 014552 OR‘G‘NAL

11593 S. Fortuna Road oy 12 P I
Yuma, Arizona 85367 Arizona Corporafion Commission  &=w% % £ =
Telephone (928) 342-7300 ' -TED) o

Facsimile (928) 342-9346 DOCKET {07 00P G0

UUCUMERT COHTRC-

JAN 1 2 2004

DOCKETED BY (ﬂ,

BEFORE THE ARIZONA CORPORATION COMMISSION

Attorney for Applicant

IN THE MATTER OF THE APPLICATION | Docket No.: SW-04210A-03-0712
OF THE LINKS AT COYOTE WASH
UTILITIES, L.L.C. FOR A CERTIFICATE SUPPLEMENT #4 TO APPLICATION

OF CONVENIENCE AND NECESSITY TO | FOR CERTIFICATE OF
PROVIDE SEWER SERVICE CONVENIENCE AND NECESSITY TO

PROVIDE SEWER SERVICE

Applicant, by and through undersigned counsel, and pursuant to Arizona
Administrative Code R14-2-502, hereby supplements its application for a Certificate of
Convenience and Necessity to Provide Sewer Service as follows:

In response to the letter from Jim Fisher of the Arizona Corporation Commission dated
October 6, 2003 to the Applicant, the Applicant states as follows:

1. The “As Built” engineering drawings which provide the final and complete
engineering specifications as requested by Paragraph 4 of Mr. Fisher’s letter 1s attached hereto.

2. The Applicant has now provided all information requested by the Commission
and its Application for a Certificate of Convenience and Necessity is now complete.

o

RESPECTFULLY SUBMITTED this L day of January, 2004.

7
Jéshua J. Meyer T N~—
Attorney for Applicant

Suppiement #4 to Application for CC&N - 1
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The original and 13 copies
of the foregoing mailed this
day of January, 2004 to:

Arizona Corporation Commission
Docket Control

1200 West Washington Street
Phoenix, AZ 85007-2927

v AU

Supplement #4 to Application for CC&N - 2




Joshua J. Meyer

Attorney at Law

Yuma Office: Sedona Office:
11593 S. Fortuna Road 60 Bell Rock Plaza
Yuma, Arizona 85367 Sedona, Arizona 86351

telephone (928) 342-7300 telephone (928) 284-5300
facsimile (928) 342-9346 facsimile (928) 284-9885

January 9, 2004

SENT VIA FEDERAL EXPRESS

Docket Control Center

ARIZONA CORPORATION COMMISSION
1200 W. Washington St.

Phoenix, AZ 85007-2996

Re:  The Links at Coyote Wash Utilities, L.L.C.

Application for a Certificate of Convenience and Necessity to Provide Sewer Service
Ladies/Gentlemen:
Enclosed please find the original and 13 copies of the Supplement #4 to Application for
Certificate of Convenience and Necessity to provide Sewer Service for The Links at Coyote
Wash Utilities, L.L.C. Also enclosed is a Cover Sheet as required. Please file the enclosed
documents as appropriate.
If you have any questions regarding this application, please do not hesitate to contact me.
Very truly yours,

Joshua J. Meyer

lo 2>

Encl.

Certified by the State Bar of Arizona as a Specialist in Real Estate Law
Licensed Arizona Real Estate Broker



/rdoo YEAR FLOOD PLAIN BOUNDARY
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PROPOSED POC
LATITUDE: 32°38' 58" N
LONGITUDE: 11409’ 086" W

NOTES:

1) NO KNOWN WATER WELLS WITHIN % MILE OF
WWTP SITE.

2) FLOOD PLAIN INFORMATION FROM JAMES
DAVEY AND ASSOCIATES.

3) SITE PLAN, VICINITY MAP AND TOPO FROM
NICKLAUS ENGINEERING.
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THE LINKS AT COYOTE WASH
WELLTON, ARIZONA

WWTP SITE PLAN
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SANTEC CORPORATION ”
CASTLE ROCK, COLORADO
PHONE: 303.660.9211 FAX: 303.660.2180




" GRAVITY

>|m: GRAVITY

CONNECTION TO PHASE ONE SYSTEM

CHLORINE \)

DENITE

10"¢GR 10"GR 0"GR

10" PVC EFFLUENT
LINE
TO STORAGE
POND

DECHLOR

TABLET

) FEEDER
A4 >4

CONTACT /C

I
-/

O

-/

OO

-/

REAERATION

6"GR 8"GR 6"GR

13-3"

(A
27
@l 36-10"

SLUDGE
HOLDING TANK

FLOW

EQUALIZATION

\
O O

®

" & PvCFORCE MAN
& FROM
COLLECTION SYSTEM

DESIGN CRITERIA

PHASE ONE INFLUENT

FLOW 69,300 gpd
BOD5 220 mg/l
BODs 127 Ibs/day
TSS 220 mg/|
TSS 127 lbs/day
NITROGEN, N 40 mg/!
pH 7.2
EFFLUENT
BODs 30 mg/l
7SS 30 mg/!
TOTAL NITROGEN <10 Mg/L
FECAL COLIFORM <23 CFU

8'FM

CHEMICAL

CONNECTION TO PHASE ONE SYSTEM

‘.\\J
N

190-5"

REAERATION

O FLOW EQUALIZATION O

O

\J\//
U

DENITRIFICATION

OO0

v mOO OU

SLUDGE
HOLDING
TANK

PHASE TWO

OO

ANOXIC

STORAGE FUTURE
EQUIPMENT BUILDING TREATMENT FACILITY
N -
DESIGN CRITERIA DESIGN CRITERIA
PHASE TWO INFLUENT AT DESIGN FLOW
FLOW 56,700 gpd FLOW 126,000 gpd
BOD5 220 mgq/! BOD5 220 mg/!
BOD5 104 lbs/day BOD5 231 Ibs/day
TSS 220 mg/! 7SS 220 mg/!
TSS 104 Ibs/day TSS 231 Ibs/day
NITROGEN, N 40 mq/! NITROGEN, N 40 mg/
pH 7.2 pH 7.2
EFFLUENT EFFLUENT
BODs 30 mg/| BODs 30 mq/l
TSS 30 mg/! TSS 30 mg/! % Lt
TOTAL NITROGEN <10 Mg/L TOTAL NITROGEN <10 Mg/L SCALE: Tin=16feet
FECAL COLIFORM <23 CFU FECAL COLIFORM <23 CFU

48

WELLTON, ARIZONA

THE LINKS AT COYOTE WASH

WWTP PHASING

PATE11-27-03

tec [LAS BUILT

SANTEC CORPORATION
CASTLE ROCK, COLORADO
PHONE: 303.660.9211 FAX: 303.680.2180

DRAWN BY: NAW
REV:

SHEET #:
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FORCE MAIN \
FROM PIi /
COLLECTION SYSTEM

Al

FLOW c p
EQUALIZATION g &

BASIN ee

ﬁ RAS

MLR
L

n MLR
PFEED

PFEED
{pF1 Td

(pF2 %xﬁ Xrpr3

RAS

ANOXIC
TANK

AERATION TANK (S) v ~

AERATION TANK Amv@ /

SUPER

SUPER

HYDRAULIC LINES AND VALVES, N.T.S.

SUPER
-]

RA2) %‘_5

—— RAS

——— RAS

MLR MLR
{ML1 —

SKIM

— RAS Ilﬁl.l RAS ——
SKIM

DENITE
TANK

SLUDGE
HOLDING
TANK

EFFLUENT LINE

REAERATION @ @ﬂwvngaﬂmw mm_wv

p—tanl
B

TO GROUNDWATER
RECHARGE BASINS

A

METH

Zmﬂi'@

LIQUID
METHANOL

CHLORINE
CONTACT
BASIN

i

LIQUID
CHLORINE

FLOW
EQUALIZATION
BASIN

m>§

ANCXIC
TANK

AIR LINES AND VALVES, N.T.S.

SYMBOL LEGEND

PROCESS AIR LINE

CHLORINE FEED LINE

GRAVITY OVERFLOW LINE
METHANOL FEED LINE

MIXED LIQUOR RETURN LINE
PROCESS FEED LINE

RETURN ACTIVATED SLUDGE LINE
SKIMMER WASTE LINE
SUPERNATANT RETURN LINE

{AG2

4
(AG4

AERATION TANK #1

/
/|

AERATION TANK #2

e

BALL VALVE
GATE VALVE
CHECK VALVE

AIRLIFT PUMP, RECYCLE TYPE

AIRLIFT PUMP, MIXER TYPE

AIRLIFT PUMP, SKIMMER TYPE

PUMP, CENTRIFUGAL

(AG7

SLUDGE
HOLDING
TANK

ECCENTRIC PLUG VALVE, MOTORIZED

FLOW METER, MAGNETIC

REAERATION

DECHLOR
TABLET
FEEDER

L1, CLARIFIER
A A

CHLORINE
CONTACT
BASIN

VALVE SCHEDULE

VALVE #

DESCRIPTION

TYPE

SIZE

NUMBER

C1-2

CHECK VALVE

BALL CHECK

N:

PI1-2

PUMP ISOLATION

SCREW GATE

N-

PF1-4

PROCESS FEED

SLIDE GATE

N:

ML1-2

WASTING CONTROL

SLIDE GATE

m:

RA1-2

WASTING CONTROL

SLIDE GATE

m:

AG2-5,6

AIR CONTROL

SCREW GATE

N_-

AGL,7

AIR CONTROL

SCREW GATE

1-1/2"

AM1-4

MIXER CONTROL

COMPACT BALL

H\N:

AR1

AIRLIFT CONTROL

COMPACT BALL

1/2"

AS1

AIRLIFT CONTROL

COMPACT BALL

H\N:

SK1-5

SKIMMER ON/OFF

COMPACT BALL

H\N:

RET1-2

AIRLIFT CONTROL

SCREW GATE

N:

NJUT = B INIUIINIRLRININ

NOTES:
1) VESSELS SHOWN ARE SCHEMATIC ONLY.

DECHLOR
TABLET
FEEDER

THE LINKS AT COYOTE WASH
WELLTON, ARIZONA

PROCESS FLOW DIAGRAM

tec

[AS BUILT ™

11-25-03

DRAWNBY:  NAW

SANTEC CORPORATION
CASTLE ROCK, COLORADO
PHONE: 303.660.9211 FAX: 303.660.2180




MANWAY # [LENGTH |DIA. QUANTITY VESSEL LENGTH [DIA. VOLUME

FEQ#1-#3 2'-0" 4'-0" 3 FLOWEQ. 42'-0 3/4" 104" 22,000 gal

MWAY#1-#2 2'-0" 4-0" 2 INF. ANOXIC 14-7" 10'-4" 6,550 gal

MWAY#3-#5 2'-6" 4-0" 3 AERATION TANK #1 | 41'-10" 12'-5" 27,827 gal

MWAY#6-#8 3'-0" 4-0" 3 AERATION TANK #2 | 41'-10" 12'-5" 27,827 gal

MWAY#9-15 3'-6" 4'-0" 7 DENITE 14'-7" 10'-4" 6,950 gal

SHT#1-#2 3'-6" 4'-0" 2 REAERATION 37'-8" 10'-4" 8,402 gal

FM#1 2'-0" 4'-0" 1 CLARIFIER 37'-8" 104" 20,000 gal

INF L/S 2-0" 4-0" 1 CHLOR. CONTACT |16'-0" 8-0" 6,016 gal

FM#2 2'-0" 4-0" 1 SLUDGE HOLDING | 29'-8" 10'-4" 15,336 gal

LIDS 4'-0" 23

- 100-10" -
DECHLOR
TABLET CLARIFIER ]
FEEDER DENITE
: () o Somne (o, (e oo
REAERATION
13-3"
AERATION AERATION
ANOXIC TANK #1 TANK #2
.@ .@ -E 36'-10"
chlw: — -~
e o,
| ® ye ®
SLUDGE
HOLDING FLOW
TANK EQUALIZATION V

THE LINKS AT COYOTE WASH
WELLTON, ARIZONA

VESSEL AND MANWAY SCHEDULE

ﬁ ec [ ASBUILT "™ 112703
DRAWN BY: NAW
o e — 300 SANTEC CORPORATION v

CASTLE ROCK, COLORADO SHEET#.
PHONE: 303.660.9211 FAX: 303.660.2180 !

SCALE: 1in = 100"

MANWAY LEGEND AND VESSEL SCHEDULE




DECHLOR  F| OWMETER
RIM_INVERT=_288.50 RIM INVERT=_288.50
CHLORINE

CONTACT

‘ =

\/284.C

FLOW

SLUDGE EQUALIZATION REAERATION/
HOLDING , AERATION #1 AERATION #2 DENITRIFICATION CLARIFIER

RIB_INVERT= 274.33

BASE_ELEVATION= 272.50

TANK AND GRAVITY LINE ELEVATIONS, N.T.S

8" GRAVITY
6" GRAVITY

DECHLOR
TABLET
FEEDER

10" PVC EFFLUENT
LINE
TO STORAGE

POND
10°GR 10"GR 10"GR 10"GR 10°GR

CLARIFIER

LN N NN
ONNECTION TO PHASE TWO SYSTEM

REAERATION m CAPPED FOR FUTURE EXPANSION

6"GR B8"GR 6"GR 8"GR 6"GR 6"GR &"GR 6"GR 6"GR 6"GR —~

AERATION
/
" PVC OVERFLOW, TYP

CHLORINE
CONTACT

AERATION
TANK #1

ANOXIC TANK #2

4GR von—
EMERGENCY
OVERFLOW

EFFLUENT FLOW METER

4" FLOWMETER
4" GRAVITY LINE
LOCKABLE FRP MANYWAY LID

R e
4Gy
T
—_—

Q SLUDGE Q

HOLDING
TANK

CONNECTION TO PHASE TWO SYSTEM
/ CAPPED FOR FUTURE EXPANSION
mml

FLOW
EQUALIZATION

1/2" CONDUIT TO BUILDING CHEMICAL
" " EQUIPMENT BUILDING THE LINKS AT COYOTE WASH
—6" TO 4" GRAVITY FLOW KS AT COYOT
/“H.\ /“ WWTP GRAVITY OVERFLOWS
- n [ AS BUILT [*® 11203
b 30 QWﬂ)Z.ﬂmO CORPORATION ”Us\z ~NAW

gz e

T CASTLE ROCK, COLORADO SREETE
CALE:1in=10 PHONE: 303.660.9211 FAX: 303.660.2180 !




FLOWMETER

DECHLOR

FORCE _MAIN DISCHARGE INVERT  PUMP_DISCHARGE INVERT PUMP_DISCHARGE INVERT PUMP_DISCHARGE INVERT CHLORINE
286.50

286.50 286.50 286.50 CONTACT
FLOW
SLUDGE EQUALIZATION REAERATION/
AERATION #1 AERATION #2 DENITRIFICATION CLARIFIER
FUMP _INLET _INVERS
277.67

PROCESS FEED AND FORCE MAIN ELEVATIONS, N.T.S

100"-10"

DECHLOR

TABLET CLARIFIER
o FEEDER DENITE
sy [ CHLORINE
G == conac Q Q

REAERATION

AERATION
TANK #2

AERATION
TANK #1

ANOXIC

240" MIN,
ALL TANKS

20" MIN.
ALL TANKS o

Q SLUDGE O

HOLDING
TANK

EQUALIZATION

CHEMICAL
STORAGE

%4,, EQUIPMENT BUILDING

6" PVC FORCE MAIN
& FROM
\ COLLECTION SYSTEM

THE LINKS AT COYOTE WASH
WELLTON, ARIZONA
PROCESS FEED AND FORCE MAIN
n ec I ASBUILT ™ 112703

DRAWN BY: NAW
SANTEC CORPORATION REV:
CASTLE ROCK, COLORADO

SHEET #:
PHONE: 303.860.9211 FAX: 303.660.2180 !

6'FM 6"FM 6'Fm




MLR RETURNDISCHARGE INVERT o
Y RAS DISCHARGE INVER]

FLOW

SLUDGE EQUALIZATION

HOLDING

DECHLOR
TABLET
FEEDER

V
® e

ANOXIC

QO

IMLR 3'MLR

AERATION
TANK #1

L ON

LR RECYCLE DISCHARGE INVERT
286.67

- N 287.70
AERATION #1

CLARIFIER

e
N

REAERATION

3"RAS

DENITE

O

CHLORINE
CONTACT

&

RECYCLE LINES PLAN VIEW

HOLDING
TANK

FLOW
EQUALIZATION

CHEMICAL
STORAGE

EQUIPMENT BUILDING

L

REAERATION/

20

T SCALE 1in=10

30

DECHLOR FLOWMETER

CHLORINE
CONTACT

CLARIFIER

AIRLIFT SCHEDULE
VESSEL (@ FT) TTYPE QUANTITY
FLOWEQ. (10) ___[NONE 0
INF. ANOXIC (107 | MIXER 4
AERATION #1 (12) [NONE 0
AERATION #2 (12) [MIXED LIQUOR |1
DENITE (10) MIXER 4
REAERATION (10) _[MIXED LIQUOR |5
CLARIFIER (10) | SLUDGE/ SKIMMER] 5/5
CHLOR.CONTACT _|NONE 0
SLUDGE HOLD (10) | SUPERNATANT |1

THE LINKS AT COYOTE WASH
WELLTON, ARIZONA
RECYCLE LINES

[ASBUILT
ﬁﬂmn>z._.m0 CORPORATION

CASTLE ROCK, COLORADO
PHONE: 303.660.9211 FAX: 303.660.2180

DATE  14/27/03

DRAWN BY: NAW
REV:

SHEET #:
i




DECHLOR FLOWMETER

CHLORINE
UPERNATANT RETURN DISCHAR

REAERATION/
AERATION #1 AERATION #2 DENITRIFICATION CLARIFIER

SKIMMER AND SUPERNATANT DISCHARGE ELEVATIONS, N.T.S

FLOW

SLUDGE EQUALIZATION
HOLDING

DECHLOR
TABLET CLARIFIER
FEEDER _
\ 4"SKIM
[ CHLORINE / M ﬂ M N } > \r/
e (2 D GoNTACT

NN NN

REAERATION

OO

AERATION
TANK #1

AERATION
TANK #2

O

ANOXIC

OO

O QOO0

FLOW
EQUALIZATION

SLUDGE
HOLDING
TANK

CHEMICAL
STORAGE

EQUIPMENT BUILDING

LNl

THE LINKS AT COYOTE WASH
WELLTON, ARIZONA
SKIMMER AND SUPERNATANT LINES

[ASBUILT [P 112703
0 10 20 30 nQn DRAMNEY NAW

SKIMMER AND SUPERNATANT LINES PLAN VIEW R T T SASTLE ROGK, GOLORADD.  [oares

PHONE: 303.660.9211 FAX: 303.660.2180




DIFFUSER SCHEDULE
VESSEL TANK @ TYPE QUANTITY
FLOW EQ. 10 SNAP-CAP| 5
INF. ANOXIC 10 NONE 0
AERATION TANK#1| 12 FLEXDISC | 23
AERATION TANK#2| 12 FLEXDISC |16
DENITE 10 NONE 0
REAERATION 10 SNAP-CAP| 12
CLARIFIER 10 NONE 0
CHLOR. CONTACT 8 SNAP-CAP| 1
SLUDGE HOLDING 10 SNAP-CAP| 3

DECHLOR
TABLET
FEEDER

N

1 1/2"AIR
A.S._>_mH 1-UZAIR M

ANOXIC

CHLORINE
CONTACT

CLARIFIER DENITE

2"AIR

AERATION :
TANK #2

o O

SLUDGE
HOLDING
TANK

FLOW
EQUALIZATION

Ly

CHEMICAL
STORAGE

EQUIPMENT BUILDING

Ll

THE LINKS AT COYOTE WASH
WELLTON, ARIZONA

AIRLINES
ﬁ ec | AS BUILT P 112703
DRAWN BY:
o - 10 20 - 30 SANTEC CORPORATION REV. kel

R
77

CASTLE ROCK, COLORADO

SHEET #:
PHONE: 303.660.9211 FAX: 303.660.2180 !

SCALE: 1in=10




DECHLOR
TABLET
FEEDER

\
=y [ CHLORINE
G %0 CoNTACT

AERATION AERATION
ANOXIC TANK #1 TANK #2

OOl O O

O SLUDGE

HOLDING = oW
TANK & , EQUALIZATION
,«&/\
3/4" CONDUIT ————n| P ———3/4" CONDUIT
m 47&6&
& 4\
2
CHEMICAL
STORAGE

EQUIPMENT BUILDING

I N I N

THE LINKS AT COYOTE WASH
WELLTON, ARIZONA

CHEMICAL FEED LINES

[AS BUILT P& 1172703
0 30 ﬁQﬁ DRAWNEY NAW
. SANTEC CORPORATION REV.

CHEMICAL FEED LINES PLAN VIEW

iz

CASTLE ROCK, COLORADO SHEETF.
PHONE: 303.660.9211 FAX: 303.660.2180 !




WIRE IN CONDUIT

CONDUIT #| SIZE| CONTENTS

1/2" 118-4 SIGNAL WIRE
1/2"  118-4 SIGNAL WIRE
1/2" 118-4 POWER WIRE
1/2" 118-4 POWER WIRE
1/2" 118-4 SIGNAL WIRE

DECHLOR
TABLET
FEEDER

CHLORINE
CONTACT

ANOXIC

OO

Q SLUDGE

HOLDING
TANK

CHEMICAL
STORAGE

EQUIPMENT BUILDING

(N B

THE LINKS AT COYOTE WASH
WELLTON, ARIZONA

ELECTRICAL CONDUIT LINES
ﬂﬂn | ASBUILT ”szz:\mﬁou
0 10 - __30 SANTEC CORPORATION e

CASTLE ROCK, COLORADO ST
PHONE: 303.660.9211 FAX: 303.660.2180 ‘_ A




_UC z 1 mo_l_ mUC _Im 2" PUMP ISOLATION VALVE, TYP PUMP CONTROL PANEL
PUMP MODEL | BARNES SGVF 2042L ! _ (SHOWN ROTATED)
DISCHARGE 2" 6" PVC FORCE MAIN
FLOW 58 GPM FROM COLLECTION SYSTEM
TDH 30' (SHOWN ROTATED)
3,450 RPM ] 1]
SPEED 4'-0 ey 1 1-1/2" CPVC AIRLINE
Iomwm—UOS\mm 2 FLOW METER AND VALVE CONTROL WIRES FROM FLOW EQUALZIATION 2 *O: \
ELECTRICAL | 460 VAC, 3 PH, 60 HZ (N CONDUD ._ Sl m
FLA/LRA 4.0/18.0 : H TANK TOP *
N-IO:
BARNES SGVF 2042L 5.13" IMP . HIGH LEVEL ALARM
| OPERATING RANGE | 2 MAGNETIC FLOW METER 2" ACTUATED VALVE o
100N T LAG PUMP_ON
a \._ LAG PUMP OFF |10
80
H w< O-
o FRP MANWAY LID e
Z g0 \‘.F 2" MAGNETIC FLOW METER LEAD PUMP ON
2 2" SCH40 PVC FORCE MAIN 2" PVC FORCE MAIN H
w (TO AERATION) 2" SCH40 PVC FORCE MAIN 16"
T (FROM FLOW EQUALIZATION) LEAD PUMP OFF {
Z 40 < o -
) 6" MIN. PEA GRAVEL BASE 2" ACTUATED ECCENTRIC PLUG VALVE M TANK BOTTOM 1'-6"
1
20
_ _ DUPLEX PUMPING SYSTEM, TYP =
] ]
0 0 20 40 60 80 100 TANK CENTERLINE
USGPM
PROCESS FLOW METER FLOW EQUALIZATION CROSS SECTION

2]1
4"PVC RAS WASTE LINE, PUMP CONTROL PANEL
4" PVC MIXED LIQUOR WASTE LINE, (SHOWN ROTATED)
(SHOWN SUPERIMPOSED AND ROTATED) 2 PUMP ISOLATION VALVE. TYp
4" PVC SLIDE GATE VALVE, TYP 2" CPVC AIRLINE '
" LEVEL TRANSMITTER
4"PVC SKIMMER WASTE LINE 6" PVC FORCE MAIN 2" PVC FORCE MAIN
FROM COLLECTION SYSTEM TRANMITTER WIRE
AIRLIFT CONTROL VALVE (SHOWN ROTATED) T = 7 (IN CONDUIT)
1112 CPVC AIRLINE Wud 240 ber— TO PUMP CONTROL PANEL
i = SS GUIDE RAIL, TYP
DIFFUSER CONTROL VALVE - l ] L ]
1-1/2" FRP PIPE CLAMP, TYP
. " _ QUICK DETACH PUMP BASE
o&mﬂﬂﬂﬁm 2'PVC FORCEMAIN \ \2\ BALL CHECK VALVE, TYP
./ /.3 /2" SCHB0 CPVC AIRLINE, TYP il
104"
DIFFUSER, jﬁM FRP PUMP MOUNTING PLATE
ST
- m_u — DUPLEX PUMPING m<m4m_<_l\A
284" 3610 v
WELLTON, ARIZONA
0 5 - .0 |_SLUDGE HOLDING AND FLOWEQ.
Lm ; S— [ AS BUILT ™ 112703
SCALE: 1in = 80" tec SRR NAw
SANTEC CORPORATION REV:
SLUDGE HOLDING TANK AND FLOW EQUALIZATION BASIN ELEVATIONS CASTLE ROCK, COLORADO ~  [smers
PHONE: 303.660.9211 FAX: 303.660.2180 !




8" PVC GRAVITY OVERFLOW, TYP
6" PVC RAS RETURN 1/2" COMPACT BALL

- . 1-1/2" CPVC AIRLINE, TYP VALVE, TYP
2" SCREW GATE VALVI _ ~ ,
REW GATE VALVE 1/2" COMPACT BALL VALVE, TYP -1/2" CPVC AIRLINE, TYP PVC SLIDE GATE VALVE
1-1/2" CPVC AIRLINE, TYP 2" CPVC AIRLINE AN 6" PVC MIXED LIQUOR RETURN
1-1/2" SCREW GATE VALVE, TYP~ ./ :
==

: |
I —— k m mr k — “w_vm: ij
10" PVC OUTLET TO EFFLUENT STORAGE
| — —
oo V &' PVC INLET FROM AERATION TANK #2
\ 6x8 mmmzoo\l EFFLUENT WE
— = ] | SCUM BAFFLE
/ILoxm FERNCO BX4FERNCO 156
10'-4 104
4" FLOWMETER
\_FRP CLARIFIER BAFFLE AIRLIFT PUMP, RECYCLE TYPE, TYP AIRLIFT PUMP,
MIXER TYPE, TYP
1B AIRLIFT PUMP, SKIMMER TYPE, TYP AIRLIFT PUMP, RECYCLE TYPE, TYP

132"

SCALE: 1 in = 80"

DENITRIFICATION, REAERTION/ CLARIFIER AND CHLORINE CONTACT BASIN ELEVATIONS

6"x6" FLEXIBLE CONNECTOR, TYP
" PVC GRAVITY OVERFLOW, TYP 2" GPVC AIRLINE, TYP

FRP MANWAY LID, TYP )
3" PVC MIXED LIQUOR RETURN, TYP " 3" 90° FLEXIBLE ELBOW
\\' \Vm PVC RAS RETURN LINE 2" SCREW GATE VALVE, TYP /
i TYP

2.6'1vP by ol — - 2 B F 2 34 —
i { 3 I 3.0" TYP

ﬂ S et 7
FLEXIBLE \ (ﬁf : ! ! -

CONNECTOR, TYP

" PVC SLIDE GATE VALVE

1/2" COMPACT BALL VALVE, TYP
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NOTES:!
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NOTES:
1) UFT STATION DESIGNED FOR 126,000 GPD.
2) HiGH LEVEL ALARM, TANK VOLUME BELOW THIS POINT 3,008 GAL.

PUMP CONTROL PANEL 3) LAG PUMP START, TANK VOLUME BELOW THIS POINT 2,820 GAL.

Av LEAD PUMP START, TANK VOLUME BELOW THIS POINT 2,444 GAL.
.4 5) PUMP OFF POINT, TANK VOLUME BELOW THIS POINT 376 GAL.
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NOTES:
1) LID AND LIFTING CRANE BASE 1000 LB. MIN. CAPACITY
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