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PLAN
for the

Arlington Valley Solar Energy Projects

Submitted by:
Arlington Valley Solar Energy, LLC
and
Arlington Valley Solar Energy II, LLC

August 28, 2009

Pursuant to A.R.S. §40-360.02, Arlington Valley Solar Energy, LLC, and Arlington
Valley Solar Energy II, LLC, (collectively, “Applicants”) hereby jointly submit their plan
(this “Plan”) for conjunctive development of the AVSE and AVSE II Solar Projects.

Introduction:

Arlington Valley Solar Energy, LLC, and Arlington Valley Solar Energy II, LLC, are
both Delaware limited liability companies, wholly owned by a common parent, LS Power
GenCo, LLC, and formed for the purpose of conjunctively developing two solar
generating projects, AVSE and AVSE II, described below (collectively, the “Projects™).

Applicants propose to construct two nominal 125MW net solar electric generating
facilities using either concentrating solar power (“CSP”) technology or photovoltaic
(“PV”) technology.

The Projects are located in western Maricopa County, generally south of Baseline road
and Elliot roads in the Arlington area, and south of the existing Arlington Valley
combined cycle generating facility. The AVSE and AVSE II Projects’ sites are separated
by approximately one mile.

In addition, this Plan also addresses the Projects’ associated generation intertie
transmission lines (“Gen-Tie Lines”), together with a new 115/500kV switchyard (the
“AVSolar Switchyard”) that will be located on private land immediately adjacent to the
Hassayampa substation in conjunction with the Projects.

This Plan shall constitute the plan under A.R.S. § 40-360.02 prerequisite to a joint
application for Certificates of Environmental Compatibility (“CEC”) for each of the
proposed AVSE and AVSE II solar generating Projects and their associated Gen-tie Lines
and AVSolar Switchyard facilities.



Specific Plan Information:

The specific items required by A.R.S. § 40-360-.02(C), and the applicable
responsive Plan information for the AVSE and AVSE II Projects, to the
extent known, are set forth below:

“With respect to the power plant”:
1. “The location of any plant proposed to be constructed™:

The AVSE and AVSE II Projects will be located in the western portion of
Maricopa County, generally south of Elliot road and west of old Highway
80 in the Arlington area. The two sites are located in Township 1 South,
Range 6 West of the Gila and Salt River Base and Meridian.

The AVSE site is comprised of approximately 1,433 acres of land
identified below:

Private land (Parcels 401-46-004, 401-46-005, 401-46-009,
401-46-010, 401-46-011, 401-46-012A, 401-46-012B,

401-46-013) 1,093 acres
(Parcel 401-46-007-B) 40 acres
(Parcel 401-46-007-A) 40 acres
(Parcel 401-46-006-A) 20 acres
State Land (Parcel 1004) | 240 acres
Total AVSE approximately 1,433 acres

The AVSE Il site is comprised of approximately 1,160 acres of land
identified below:

Private land (Parcel 401-45-007) 40 acres

(Parcels 401-44-001, 401-44-012,
401-44-013, 401-44-014,401-44-015, 401-44-017,

401-44-018) 970 acres
State land- (Parcel 1001 and 1003) 150 acres
Total AVSEII approximately 1,160 acres
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“The purpose to be served by each proposed plant’:

The Projects will supply renewable solar-powered electrical generation to
load serving utilities.

“The estimated date by which the plant will be in operation”:

The Projects are estimated to be in commercial operation in 2012 if PV
technology is used, and early 2014 if CSP technology is used.

“The average and maximum power output measured in megawatts of
each plant to be installed:

The AVSE and AVSE II Projects will each be designed to produce up to
125 MW net power output, for a combined nominal output of 250 MW.

“The expected capacity factor for each proposed plant”:

The capacity factor of the Projects will depend upon actual weather factors
influencing the solar performance and resulting operating profile, but is
anticipated to be approximately 27% for both PV and CSP if built with no
firming capability. For CSP with either natural gas Co-firing or Thermal
Energy Storage (“TES”), the capacity factor would increase to
approximately 36%.

“The type of fuel to be used for each plant’:

The Projects will be fueled by one of two proven solar technologies: either
solar thermal energy, CSP, using a proven parabolic trough technology, or
a proven PV technology and electronic DC to AC power conditioning
equipment (inverters). Applicants will be requesting permission to
construct, at Applicants’ option, either of the two solar technologies.
Further, Applicants will also request permission to, as an option, construct
the CSP technology with the addition of either natural gas Co-firing
capability or TES. In the case of Co-firing or TES, some natural gas would
be required to run the auxiliary boilers.

“The plans for any new facilities shall include a power flow and stability
analysis report showing the effect on the current Arizona electric
transmission system. Transmission owners shall provide technical reports,
analysis or basis for projects that are included for serving customer load
growth in their service territories.”



The AVSE and AVSE II Projects will interconnect at the Hassayampa 500
kV substation facility, which is part of the Palo Verde common bus, a set
of jointly owned facilities. The Projects System Impact Study Plan was
drafted, circulated for comment, revised, re-circulated, finalized and
finally approved by the Western Area Transmission System Task Force
(“WATS”) and the ANPP Engineering and Operation (“E and O”)
Committee, who represent the joint owners, in June 2009. The E and O
committee has designated the WATS group as its technical oversight
agent, responsible for overseeing transmission related studies for
interconnection. The Study is being performed with the close
coordination and oversight of the WATS members.

Attachment A to this Plan is the Power Flow Study which has been
submitted to WATS for the Projects proposed interconnection to the
Hassayampa 500kV substation. The Power Flow Study was prepared in
accordance with the System Impact Study Plan approved by WATS and
the E and O committee. The power flow base case used in the analysis was
provided by WATS and updated and reviewed by the WATS members.
The Power Flow Study has been prepared by Whenergy, a consulting firm
specializing in generator interconnection studies.

“With respect to transmission lines’’:
1. “The size and proposed route of any Gen-tie lines”:

The Gen-tie Lines for AVSE and AVSE II will each be 115kV lines, each
strung on its own single set of towers, except for the last approximately
one-half mile reach in which the Projects’ two Gen-tie lines will converge
and be strung as double circuits on one common set of towers. The two
Gen-tie Lines will then connect to a new 115/500kV switchyard to be
constructed in conjunction with the Projects (the “AVSolar Switchyard”).
A short 500 kV tie line from the AVSolar Switchyard will connect to the
Hassayampa 500 kV substation. The AVSolar Switchyard will be located
in the north 400 feet of the west 200 feet of the east 1990 feet of the
southeast quarter (SE1/4) of Section 15, Township 1 South, Range 6 West,
Gila and Salt River Base and Meridian, Maricopa County, Arizona. The
AVSolar Switchyard location is immediately adjacent to the existing
Hassayampa substation. The preferred and anticipated Gen-tie Line routes
for AVSE and AVSE II are depicted on the attached Figures 1 & 2.

2. “The purpose to be served by each proposed transmission line”:

The Gen-Tie Lines from AVSE and AVSE II will interconnect each
Project to the new AVSolar Switchyard located adjacent to the



Hassayampa substation, through which the Project will be interconnected
to the Hassayampa 500kV substation.

3. “The estimated date by which each transmission line will be in operation”:
The Gen-Tie lines, the AVSolar Switchyard, and the short S00kV tie line

to the Hassayampa substation are anticipated to be in operation in 2012 to
support startup and testing of the Projects.

This Plan is respectfully submitted this 28th day of August 2009.

Arlington Valley Solar Energy, LLC
Arlington Valley Solar Energy II, LLC

o TK

Jghy T. King
EX<¢cutive Vice President

Attachment A: Power Flow Study
Figure 1: AVSE Preferred Gen-tie Line Route
Figure 2: AVSE II Preferred Gen-tie Line Route



Appendix A

Project One-Line

1. 11SkV and 500kV Gen-tie

2. AV 1 Solar Facility Detail — Solar Thermal
3. AV 1 Solar Facility Detail — Photo Voltaic
4. AV 2 Solar Facility Detail — Solar Thermal
5. AV 2 Solar Facility Detail — Photo Voltaic
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AV1 and AV2 Solar — System Impact Study

1 EXECUTIVE SUMMARY

1.1 General

Arlington Valley Solar Energy, LLC (“AVSE “)or (“AV1”) and Arlington Valley Solar Energy Il, LLC (*AVSE
i1") or (“AV2") or coliectively referred to as (“AVSolar”) jointly propose to interconnect two Projects to the
Hassayampa 500 kV Substation. The Hassayampa 500 kV Substation is part of the Palo Verde common
bus, a set of facilities jointly owned by muitiple third-party owners. On January 22, 2009, AVSolar
submitted to the Palo Verde facility owners a revised generation interconnection request for the
interconnection of the solar generation facilities of both Projects at the Hassayampa Substation .

AV1 proposed a new 125 MW net solar generation facility located approximately 2.5 miles from the
Hassayampa Substation. The AV1 Project will be directly connected to a new 115kV/500kV switchyard
located adjacent to the Hassayampa Substation 500kV bus. The expected operating date will be 2012-
2014..AV2 proposed a new 125 MW net solar generation facility located one mile south east of the AV1
Project The AV2 Project will be connected to a new 115kV/500kV substation and then connected to the
Hassayampa Substation 500kV bus via a short dedicated 500KV line. The expected operating date will
be 2012-2014.

The total combined output of the two Projects would be nominally 250 MW. Due to the possible staging
of the Projects construction schedules, this Study was conducted in two configurations: first, with only
one 125 MW solar generating facility on-line; and secondly, with both 125 MW solar generating facilities
on-line for a total of 2560 MW.

AVSolar contracted with WHenergy Consulting, Inc. (‘WCI"), to perform a system impact study (“SIS”) for
the proposed AV1 and AV2 Projects under the oversight of the Western Area Transmission System Task
Force (“WATS”). The ANPP E & O committee has designated the WATS group as its technical oversight
agent, responsible for overseeing transmission related studies for interconnection at the Hassayampa
Substation. WCl is performing the SIS with the close coordination and oversight of the WATS members.
To guide WCI and the WATS group through the interconnection study process, a Study Plan was drafted
by the parties. This study plan was finalized and approved by the WATS members in June, 2009.

A set of project schematic one-line diagrams are in Appendix A.

The SIS study plan outlines the types of interconnection studies WCI will complete in order to analyze
interconnection of the proposed AV1 and AV2 Projects’ generation facilities, as well as the process and
criteria which will be used to perform the studies. The following technical analyses are conducted in this
Sis.

Power flow analysis

Transient stability analysis

Short circuit analysis

Sub-synchronous Resonance Analysis (SSR)

1.2 Study Results and Conclusions

The Power Flow Analysis herein is a most critical component of the SIS for analyzing impact of the
proposed interconnection on the existing transmission system. The power flow base case was provided
by WATS and reviewed and updated by the WATS members.

Based on the power flow and contingency study results, the proposed AV1 and AV2 Projects in various
optional dispatches have no significant impact to the transmission system and will not require any system
upgrades:
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AV1 and AV2 Solar -~ System Impact Study

1. For all lines in service condition N-0, no element in the studied system was loaded beyond it's
normal continuous thermal rating. Therefore, no transmission upgrade will be required.

2. Under contingency conditions N-1 or N-2, for overloaded equipment listed in Table 1, the Projects
will have to participate in all existing mitigation measures, including special protection schemes
(SPS) and operational procedures that will mitigate these overloading issues. (Because all of the
identified overload conditions existed before any addition of AVSolar Projects, it is assumed that
mitigation measures exist). Because the incremental impact of the AVSolar Projects is minimal,
the Projects will not trigger any upgrades.

3. Voltage support is adequate to accommodate the AVSolar Projects dispatch as long as AVSolar
maintain self-sufficient VAR support at the interconnection point through generation excitation
and/or shunt capacitors at the Projects sites.

Page 2



AV1 and AV2 Solar — System Impact Study

2 Power Flow Analysis

2.1 Study Criteria:
Normal Conditions

a)

All transmission facility loadings must be below normal continuous ratings.
Bus voltage deviation from the base case shall not exceed established operating limits (see
following monitored buses).

Monitored Bus Voltages:
The following bus voltages should be monitored for maximum allowable deviations as follows:

Pinnacle Peak 230 kV: 5% deviations from base case.
Kyrene 230 kV: 5% deviations from base case.
Devers 230 kV: 5% deviations from base case.

Sufficient transmission capacity will be provided without relying on or unduly imposing upon
any other utility’s transmission system.
The transmission system will not result in an adverse impact on other major WECC path flow

limits.

WECE Path | path Name Path Rating
15 Path 15 5400
21 ARIZONA - CALIFORNIA 5700
22 SOUTHWEST OF FOUR CORNERS 2325
23 FOUR CORNERS 345/500 840
26 PATH 26 4000
27 IPP 2400
46 WOR 10623
47 SOUTHERN NEW MEXICO (NM1) 1048
48 NORTHERN NEW MEXICO (NM2) 1970
49 EOR 9300
50 CHOLLA - PINNACLE PEAK 1200
51 SOUTHERN NAVAJO 2800 (2010)
58 ELDORADO - MEAD 230 KV LINES 1140
61 LUGO - VICTORVILLE 500 KV LINE 2400
62 ELDORADO - MCCULLOUGH 500 KV 2598
63 PERKINS - MEAD - MARKETPLACE 500 1923
64 MARKETPLACE - ADELANTO 1200
65 PDCI 3100
66 col 4800
81 CENTENNIAL 3000

Smgle Contingency Outage Conditions

For a single contingency, no transmission element will be loaded above its emergency rating.
Summer ratings will be used for autumn conditions.

Established loading limits for other utilities will be observed.

Equipment emergency voltage limits (high or low) will not be exceeded for single contingency
outages.
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AV1 and AV2 Solar — System Impact Study

iv. Bus voltage deviations from the base case voltage shall not exceed established planning
limits (These limits may vary throughout the system).
v. Single contingency outages on the 230 kV and EHV systems will not result in loss of load.

c) Credible Multiple Contingencies, including N-2 Contingencies

The N-2 disturbances (Category C) are considered to be very severe; such as, loss of two PV-
Westwing 500 kV circuits or loss of one PV-Westwing and PV-Rudd 500 kV lines. Although local
circuit overloads and voltage depressions may result, these shall not result in cascading outages.

2.2 Study Assumptions:

a) Palo Verde 500 kV Operating Voltage and Reactive Power (VAR)

i.  Voltage at the Palo Verde 500 kV bus will be assumed to be 530 kV for the main study

results. In addition, the PV/Hassayampa common bus will be bucking at 800 MVAr. WATS
members will provide guidance on modeling this specific system condition.
ii. A sensitivity of Palo Verde operated at 525 kV with PV/Hassayampa bucking at 800 MVAr will

also be studied. WATS members will provide guidance on modeling this specific system

condition

b) The PVTS-SG will be modeled at its maximum level of 10,406 MW. Generation capacities and
schedules of the Palo Verde nuclear units and the combined-cycle units of those PVTS
Interconnectors are shown in the following Table 1

Table 1
. 2008 2008 Power 2008
Power 2008 Maximum
Power Plant Plant Number | o eration Scheduled Plant Scheduled
Owners Name Of Units Capacity Gross Auxiliary Generating
Generation Load Net Output
ANPP o Unit. 1 1,410 MW 1,410 MW 65 MW 1,345 MW
Unit 2 1,407 MW 1,407 MW 65 MW 1342 MW
Unit 3 1,410 MW 1,410 MW 65 MW 1,345 MW
Subtotal 3 4,227 MW 4,227 MW 195 MW 4,032 MW
700 MW 620 MW 20 MW
Dynegy/LS AVEF ! (193.3x2+313.3) | (158x2+304) 67 MW x3) | BOOMW
. . 1,080 MW
Arizona Public 1,098 MW ! 40 MW
Service Red Hawk 2 ((180x2+189)x2) ((175.5X§+189)x2 (6.7 MW x 6) 1,040 MW
MACH Gen, Harqua- 3 1,164 MW 1,164 MW 24 MW 1.140 MW
LLC hala ((250+138)x3) | ((250+138)x3) ((5+3) x 3) '
1,288 MW
. 1,382 MW ) 28 MW
Sempra Energy | Mesquite 2 ((185x2+321)x2) ((167.5x§+309)x2 (4.6 MW x 6) 1,260 MW
. , 2,402 MW 68 MW
Gila River . . 2,540 MW
Power Gila River 4 ((160x2+315)x4) ((151x2+)298.5)x4 (5.)6(?2I\)/IW 2,334 MW
Subtotal 12 6,884 MW 6,554 MW 180 MW 6,374 MW
Total 15 11,111 MW 10,781 MW 375 MW 10,4 06 MW

*Includes 58 MW generation upgrade for Palo Verde Unit 1, effective Nov. 2005.
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**Generation dispatch does not necessarily reflect power plant capacity.
**Generation including Gila River units.

c)

d)

WnN =

Pre-Project Base Cases.

WATS will provide a suggested base case as the starting point to develop a system condition that
is representative of heavy autumn conditions. The pre-project EOR flow will be modeled at
roughly 7,000 MW for all base cases.

All base cases will be reviewed by each entity of the WATS group to ensure that proposed
generation projects that may have an impact are represented in the base cases. Each entity has
its specific generation queue to follow.

A system overview one-line diagram and equipment ratings is attached in Appendix B.

Post-Project Base Cases. }

The post-project cases will be developed by adding the proposed Project and scheduling to
Arizona/New Mexico to the extent possible without exceeding established WECC operating limits.
To accommodate the Project output, local generation will be displaced, or if necessary load
increased, within the modeled zones for the noted Arizona utilities. WATS members will provide
guidance to model the generation re-dispatch or load adjustments.

The power flow analysis studied four optional Project generation dispatch cases.

125MW of Concentrated Solar from AV1 .
125MW of Photovoltaic from AV1 .
125MW each of Concentrated Solar from AV1 and AV2 for a total of 260MW net injection to

system.
125MW each of Photovoltaic from AV1 and AV2 Facility for a total of 250MW net injection to

system.

The output of the facilities replaces generation in the Arizona area, specifically, Cholla generation
output.

A system overview one-line diagram for each of the Project dispatch cases is attached in
Appendix C.

2.3 Power Flow and Contingency Analysis

Power flow one-line diagrams for the base case (pre-AVSolar Projects) and each of the four dispatch
options are included in Appendix C.

The following contingencies were studied according to the “Study Plan”.

N-1 Contingencies:

PF-1: Jojoba-Kyrene 500 kV line

PF-2: Hassyampa-Jojoba 500 kV line
PF-3: Palo Verde-Westwing 500 kV line
PF-4: Palo Verde-Rudd 500 KV line

PF-5: Navajo-Dugas 500 kV line

PF-6: Navajo-Moenkopi 500 kV line

PF-7: Navajo-Crystal 500 kV line

PF-8: Four Corners-Moenkopi 500 kV line
PF-9: Moenkopi-Yavapai 500 kV line
PF-10: Yavapai-Westwing 500 kV line
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PF-11; Coronado-Cholla 500 kV line
PF-12; Coronado-Silverking 500 kV line
PF-13: Kyrene-Browning 500 kV line
PF-14: Browning-Silver King 500 kV line
PF-15: Crystal-McCullough 500 kV line

PF-17: Peacock-Liberty 345 KV line
PF-18: Palo Verde-Devers No.1 500 kV line

PF-20: Hassayampa — N. Gila No.1 500 kV line

PF-22: Perkins-Mead 500 kV line

PF-23: Dugas-RACEWAY 500 kV (2009/2010)
PF-24: RACEWAY-Westwing 500 kV (2010)
PF-25: RACEWAY-Pin. Peak 500 kV (2010)

PE_26. Del Sun Valley. 500 KV-{2011) {not i ice
N-2 Contingencies:

PF-30: Palo Verde-Westwing 500 kV #1&#2 lines
(IS THIS CONSISTENT WITH REFERENCE ABOVE TO N-2 EXAMPLES??]

2.4 Study Results

2.41 Line Overload

For each of the Project dispatch cases, the Project increases post-contingency power flow loading to a
few elements, which are tabulated in Tables 1, 2, and 3. All the negatively affected (increased equipment

loading) transmission elementswumniheAuzona,ﬂeyadajndﬁautOLmam are listed for comparison

purposes. The maximum percent (out of the four dispatch cases) incremental impact to each of the
transmission equipment is listed in the last column.

Table 1 lists lines and transformers loaded beyond their emergency rating after contingencies. All these
lines were overloaded in the pre-Project condition.

For N-0 conditions, with the Projects contributing up to 3% to the equipment loading and all equipment
loaded below their respective normal rating.

For N-1 contingencies, with the Projects contributing up to 6% to PinalWest 500/345 Transformer Bank
#1 loading. For all other equipment, the Projects only contributed up to 2%.

For N-2 contingency, the Projects contributed less than 2% of the equipment loading.
Table 2 lists lines and transformers loaded beyond equipment normal rating but below emergency rating.
These equipment loadings will not impact the reliable operations of the transmission system based on the

applicable criteria followed.

Table 3 lists lines that are loaded close to normal rating after contingencies. This list is for reference only
and will not impact the reliable operation of the system.
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2.4.2 Overvoltage After Contingencies

Tables 4 and 5 list all the 230kV and above buses with 2 or 3% voltage deviation after contingencies in
reference to pre-contingencies.

For negative voltage deviations (Table 4) under contingencies studied, the worst bus affected is the
Crystal Series Capacitor bus, with a voltage reduction of more than 5% after the loss of Crystal —
McCullough 500kV line. The Projects actually have a positive impact to this voltage deviation as
compared to the pre-Project base case condition.

All other buses have voltage reductions of less than 4% under all contingencies studied.
Overall, the Projects have minimal impact to voltage issues relative to the pre-Project conditions.

After specific contingencies, certain buses may experience higher voltage as illustrated in Table 5. Based
on the study results, the Projects will have minimal negative impact and significant positive impact
(reduced over-voltage) in most of these conditions.

2.5 Observations and Recommendations

Based on the power flow and contingency study results presented above:

1. For all lines in service condition N-0, no element in the studied system was loaded beyond it's
normal continuous thermal rating. Therefore, no transmission upgrade will be required.

2. Under contingency conditions N-1 or N-2, for overloaded equipments listed in Table 1, the
Projects will have to participate in all existing mitigation measures, including special protection
schemes (SPS) and operational procedures that will mitigate these overloading issues. (As all
these elements overload conditions existed before the Projects, it is assumed that mitigation
measures also existed.) As the incremental impact of the Projects is minimal, the Projects will
not trigger any additional upgrades requirements.

3. Voltage support is adequate to accommodate the Projects’ dispatch as long as the Projects can
maintain self-sufficient VAR support at the interconnection point through generation excitation
and/or shunt capacitors at the Projects sites.

4. The Projects in various optional dispatches have no significant impact to the transmission system
and will not require any system upgrade.
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Arizona 500 & 345kV EHV System
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Arizona 500 & 345kV EHV System

————— SIGURDPS 240, 5
ADELANT 525.1 NEVADA ‘ 66355
2600 \ " - 237.0
i wvaro DD 1 8l o
Int ' S 9 S NAVAJO a40] IR
TS 53 R, ) 1100 o
| [ ARIZONA |
| f . | ofm  ofm
| — I | ga gl
of i 544. € A = T D 1 49 @
A ‘ I 3 |
1, \ ‘ d o Sh e
g MEAT | | | = - ~ ~e
| | ‘ CRes v | |
1 R pagd
) ‘ 1 | ,
| [ ' 2
wamzen, 5|8 HOOVER ‘ 014001
{ | | pueas
| | | A5 14018
| | |
535.1 | ! 1
) RYSTAL | 533 | | ‘,
\ | |
|
m— o e
| | ‘ e 110
26048 ¥ 1 RACEWA 2
| 546 40¢ | | | 553.8
I8 ——— ‘ [ 145
CCULLGH [ I | 1401¢ Cag (1
‘ ’ WAPALC. | 1 olo crorza 10,
(| | 5| r AL 539.3 -3
ELDORDO | | 60 ) | PERKINS | | ‘ | 10
) ' s | |~ s NPKAI [ | -2 U
2404 ‘ e \ CoRoNAL
5 5 MOENKOE YAVAPAI |
| |
| :
45 SAGUAF | .
DEVER . HARQUAHA |
A S+ £ N— 49¢ | PALOVRDE | .
( [ |
€ | =3
it s ———— SR - - s— . | 1 | ] oo
| e | & i | &
| | 28 b SB | RUDD a 1
[ LT~ - R | P |
1 e DS I
AVS02CG1 3 ‘ ‘ ’ Bl F | 15021 rorroLIT |
1 - . | | | o
- 1519¢ | 1 : : 81LVERKC
g 532.¢ | ‘ |
AVSO2PG1 | 15090 | | | K
1 - HASSYAMP | ' [ o r
~ 8 | | GILARIVE 8 1
2 ILARTV
Ss.q0 1 1 ] | | i DINOSAUF
1 3 I l 12590
AVSO1PG1 | [ | 15018
1 3500 J |2 &l ls | amm 548 aaRosA |, LE08Y
| | \ g 1 y PINAL W
1 o | | | ‘ | \“‘u 1 5 °o
AVS01CGl N >8 | REDHAWK | || 00 22
P - ‘ [ PINAL CE ~ ;
& - 5 | ARLINTON 3
14.00 l | i
- - — | MESQUITE L
e 5 538
N.GILA
ri Internatic L1 le Ju 1 9 avsc lha-base - 5¢
3227] [AVE 1 MsQ (Gila
t g 1 6 H (&




Arizona 500 & 345kV EHV System

- - —_— SIGURDPS 240
T NEVADA 66355
1 - 37.(
i ‘ i 1 1 1 A :
‘ \ g 24 =z g2 awi) gl
‘ 4 F -r 8 o - 2ir Als
f |ty
I — | gls 9|3
e | " 2 1y 1 s
‘ | P °
S e fe
ME? ar o ah o8
|
| -2 andndl — |
O ; (]
MARKETPL HOOVER 0
P
NAPA L.C { 38 olo )
‘ L3
ELDORI
P == = 1 "
|
5 °
S S S 1 ; 1 Sa
] i D | ]R
| 4% s 2B
| ) | hosE SR
| avsozce1~ <8 | =T
1 S |
14.00 ,
: N AVSOLZ :
[ 1 2
AVS02PG1 >
\ 1 - ASSYAM
>
35.00 2
| -5 | N
’ 1 8 |
| avso1pe1 l‘—*—h |
‘ 1 35.00 |
| 1 '
| Avsoicel 3 b
P 22
1 - -
| 14.00
| I S — - ME
N.GI
er rail t tr 10 i, 1 I
P 11 [Ms
/ 1
Y . PATH 13 AT




Appendix C



L — SIGURDPS 240.2
ADELAN NEVADA 66355
;, DD 2375 =40
SF 2{2 we " Bl NAVAJC ww
- i 2 n
T 287.0 -
sl l'l e ARIZONA i
£ PR b &) 1 1 9 5
do Ao we oo oo
¢ 3 S AR 38
M | a8 b S
T T T
) RCORN L g
MARKETPI HOOVER " Q400
1401
RY
) 110
604 ACE - 42
‘ 4
. — « 200
$CCU [ i 401 - 39
|  wapaLC olo
| o < 125 -
| y v o4e M
- | o o
) - 69 (L
40 PNE}
MOED " WESTWI}
EVEF
3 AY
— —— R - 1 83
- 1) i ~
at o~ 26 (
1 DA
AVS02CG1 3 |12 (b i
1) <-8- )} ‘1 i R
- . o 34.1
14.56 oo, ‘
AVSOLA
. o TOE
1 ~ 8
AVS02PG1 = EN
1 "
S o
36.22 Q. a
° ~ > BF A
1 8
AVSO1PG1 -
-
1) 36.22 " 4
ABE i
1.-715.0 =
Avsolcer | 9:3 ° 8 | S
(@140.5 - N 2 . NAL_CE N
173807 —~ N | RLIN ) -
14.37
\ternational, In I n Mor ug 1 2 av - 2

Arizona 500 & 345kV EHV System




Arizona 500 & 345kV EHV System

e — SIGURDPS 240.2
ADELAN ¢ ] 66355
| s e 37.0
60( | 1 1 N 37.€
‘ g2 g2 28 gl NAVATC f
' N - 287.0 -
| i HE
[ - | ala ol \
| 542.8 | el o 1D 1 4) (5
’ | e ne oo oo
| b e he  @ae
MEAL - - ~ ~
[ | ‘ il ol i
1 [ (
1 |
|| |
| || | FOURCORY 0
| HOOVER |
I
| | puaas
| | | A5 14018
||
|
: 527 \
N -
CRYSTAL |
| 8 |
‘ 14011
261 | ‘ 10
26048 w | RACEWAY 42 Q
: _ .444 14002 | | 7 aob
MCCULLGH | ‘ 1 7 | | . 294
| | |} cHoLia 125
| ’ | e 1 4
ELDORIX [ B B i | 4 PERKINS 180
24042 « 13 o | 551..2 PNPKAE &9
=i | CORONAL
531.8 MOENKOPT I |
ER 1
| 1 544.8
" - | 15001
38 iy ‘ PALOVEDE | 534 | 10t
8 | ow
- - — e ) -4
| eg g i
o 28 Sis RUDI | {
I ° ) S8 35 |
AVS02CG1 o Ji-2 | i - 5021 PORTOLLT
1.7 <o . 4 | TORT
! - ! ot 34
14.56 1519( | | . | SILVERK
. 4 | p
LAF | JOJ 51
o ‘ \ ‘
L g 332 | | | |
AVSO2PG1 e 1509( | KYRENE |
1 kel o HASSYAMP f
36.22 a | | |
- | i BROWNIN
1.-0.43 b4 I |
avsoipgy 026 | 1 .
127.3 s | 45. 08
D00 s. 4 | aser . NTAROSA 1508
| 1l [ | ¢ PINA
1 - -
| =3 | 17 15016€ =3
| Q \ - ARLINTON | FINAL G -
14.37
N.GILA
1 Elect tex 1 ' I PSLE J I M ) 11 3¢ r\llh ~T
F PV 4 AVE FHE HQ i] [M Mu,
\-ba (EGE 47] [ 6] E
ARTZONA[LGAD 12174 HCHGE E 4 ¥




Arizona 500 & 345kV EHV System

——— S— 1 SIGURDPS 40
ADELAX NEVADA | 66355
| e 37.0
6 | o 1) 1 1 37. €
| wjo wlo wo | HAVAJC ¥
aF g8 88 P
14 E a° 8 _ - b g
I ONA | =
| saz.¢ ‘ 8 S8 D D Q 49 6
| | .-.!u do wr oo oa
‘ \ g° g° o~ g 22
MEAL | ‘ - | " & -
| | | . 1
‘ | [6hes (0615 | 1Y T | (R
T 529.1
- [ ] —
| | |
i | FOURCORN L g
| e | |
wmere. |8 HOOVER Qac
| JUGAS
{ ¥ 14018
||
53 L 9
612 | b - 110
26048 | ! RACEWAY Tk
544.7 14002 | L3
‘ . | | < 90
MCCULLGH 2 9 | | | 14016 ~46 '
| WAPA L.C [
[ «l - 100 -
| | [T 539.4 ~ 46"
| ] | |
ELDORD ] [ | PERKINS ' | | = 180
- 43.8 ) | | -
2 - — - L ( PNPKAF |
i CORONADX
E MOENKOPI VAP? WESTWIMN
OLRIVEF 14005
544 |
DEVERS HARQUAHA | s
538.5 PALOVROE t
6
S | @ (1 ‘ [ gs
] Y by T ~
or i
|, 2% o 2% RUL [ (
| :N s]g -~ 30 |
e | | -
S Jr? | " s | } 5¢
< | I ‘ ‘
e 1519 1 | ) ILVERK
; it | 10.4 | eks g
R AVSOLA I | 0J0BA ‘
1 8 | |
AVS02PG1 5t | | KYRENE |
1 - | [ ]
° | | )
36.22 =3 ] ‘ | GILARIVR
2 a ‘ DINOSAUS
e "] s BROWNIN
| 1 | ‘
AVSO1PG1 | «
| [ [ s 1508
QD = R | e NTAF
1 | ] ol PINAL W
- | 1 -
AVS01CG1 S REDHAWF | 2
- } PINAL_CE *
- — P—— MESQUITE L
GILA
( eral Ele X ional, Ir Progr Mor 1g 1t [ 1 lar ha-t - ( a
F ] (F A AVE « ] [He 1 7
E N/ ) I L F AF EOF Z ¥ i
1 NA [ AL 4 E N Il LAF & M
Ratin




ADELANTX

Arizona 500 & 345kV EHV System

s23.6 | NEVADA

SIGURDPS

240.2

66355 e
6003 1 237
‘ wvazo 1) L) 1 oes 3 ‘
\ g gs g o S e e
14003 @ e H o o SN I A
A - 287.0 o~
it Z[X it ARIZONA
I | |
| 42.¢ <& & D 1) 1 9 &
; , ‘ g de s ge oe
MEAI | | - - - B Ei
‘ ‘ LERed LI 1Y | S S ;
1 |
. | FOURCORN L0
— HOOVER [ ] VT
| .
| DUGA.
14018
|
|
& | | |
? |
TAT |
| 14011
L2 | - 110
26048 ! | RacEway ~ g2 1
JCCULIX | - | < 90
MCCULLGH | . 8.
| ole
HOLLA
| W - 100
[ ¥ [ 39.4 SRTRE
ELDORI L w . PERKINS | | -)80‘l
o | PNPKA | - n
| | RON
1.8 MOENKOF YAVADA | WESTW |
OLRIVEE ) |
I 44.9
| | 15001
\ 44.1 AGUAE |
VER HARQUAH?
| 490 - i a.4| 4
53¢ 1
P — — — —— £8) ! | | 83
| se ol [ ~
| DT (Y RUDI ( 1
I~ o6 QR ) |
| 0y b b I § |
| < 34 | ! | , 15¢ .
| | At ! 4
| 1519¢ | 2 ILVERK
| AVSOLA [ 0.4 o
3 . : 03082
0 |
KYRENE
10.43 HASSYAMP |
026 = e | | A r
35.56 S ‘ | LARIVE
- | | INOSAUF
1,0.43 ] I | | s3 BROWNIN
. S
| avsorpar v.2¢ . |
- 1
| 1127.5 3565 | .
[ L0 1 AR aaRosa 15088
401
| i PIMAL ¥
e
AVSO1CG1 | 1 REDHARE ” C E H
14.56
1 N h T MESQ! TE
In PE ‘rogram Mon 1g 57 solar\l o8
P ) (BV 4 )] (PHK 1 ) 164 88) (G1la My
t [E 4] [WoF [
wvs-a
( EN 45]) LAR NE M




Wa ol
P

-
o o

4

| HASSAYAMINM *_
SWITCHYARD §ooie g :
o | - Elilot Rd.

o i 3 —

"V.'JL

-...,--,_-_..V-;.
'i.{g, ar ;
JE L s
I S S

S S o -

""' | P

: Arlington Valley Solar Energy Projects Figure 1




AVSE I

i .
.N M
] 4
) - )
.— &
i t
_" A f
! 5 VAT
“ ¥ -
I . ENERA
¥ it A
o A L . , .
SWITCHARD | ! A5 MAN "
% ! Elllot Rd. AN
..r ™ s et U [P P GAS 55

Y

Arlington Valley Solar Energy Projects Figure 2




