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FENNEMORE CRAIG, P.C.
Jay L. Shapiro (014650)
Patrick J. Black (017141)
3003 N. Central Ave.
Suite 2600
Phoenix, Arizona 85012
Attorneys for Litchfield Park Service Company

Litchfield Park Service Company ("LPSCO" or "Company") hereby tiles this

Notice of Compliance in the above captioned matter. In Decision No. 68744 (June 5,

2006), the Commission ordered LPSCO to file, among other things: (1) copies of

Certificates of Approval to Construct ("ATC") to serve the parcels included in the

extended service area, (2) a copy of its amended Aquifer Protection Permit, and (3) an

amended Section 208 Plan that indicates approval of the Company's expansion of its

wastewater treatment plant from 4.1 MGD to 8.2 MGD.

Attached hereto as Exhibit 1 are the ATCs for the following properties included in

the extension granted by Decision No. 68744:

Bethany Estates South

Bethany Estates North

Riverside Estates

IN THE MATTER OF THE APPLICATION
OF LITCHFIELD PARK SERVICE
COMPANY FOR AN EXTENSION OF ITS
CERTIFICATE OF CONVENIENCE AND
NECESSITY TO PROVIDE
WASTEWATER SERVICE IN MARICOPA
COUNTY, ARIZONA.

4.

2.

3.

1.

BEFORE THE ARIZONA CORPORATION COMMISSION
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NOTICE OF COMPLIANCE WITH
DECISION no. 68744

DOCKET NO. SW-01428A-06-0021
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6. Dysart Crossing

Attached hereto as Exhibit 2 is the Company's amended Aquifer Protection Permit

dated September 30, 2008. Attached hereto as Exhibit 3 is the Executive Summary from

the August  28,  2000 MAG 208 Plan Amendment ,  which includes authorizat ion for

LPSCO to construct a regional wastewater treatment facility ("WTF") with a capacity of

up to 8.2 MGD. As noted on page 9 of the Executive Summary, since 2000 the WTF has

been scheduled to be constructed in two 4.1 MGD phases.

RESPECTFULLY SUBMITTED this 2nd day of November, 2009 a

FENNEMORE CRAIG, P.C.

By l l I

Jay L. Shapi _
Patrick J. Black
3003 N. Central Avenue, Suite 2600
Phoenix, AZ 85012
(602) 916-5346
Attorneys for Litchfield Park Service Company

An ORIGINAL and 13 copies of the
foregoing was filed this
2l'1d day of November, 2009 with:

COPY hand-delivered
this 2I1d day of November, 2009 to:

Docket Control
Arizona Corporation Commission
1200 West Washington
Phoenix, AZ 85007

Kevin Torrey
Legal Division
Arizona Corporation Commission
1200 West Washington
Phoenix, AZ 85007
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1200 West Washington

Marlin Scott Jr., Utilities Division
Arizona Corporation Commission

Phoenix. AZ 85007
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EN\7W40NMENTAL SERV]CES
DEPARTMENT
1001 N..Ceniral, Ste 150
Phoenix. AZ 85004-1940

Division of water and Waste Management
Subdlvl Ion Infrastructure 4 Planning Program

(802)506-5676
FAX (602) 508-5813

A ppr ova l  D a t e : / / 3 9 ~  6 7 4 ' MCESD Project No. 052683
SYSTEM: LPSCO

C E R T I F I C A T E  O F  A P P R O V A L  T O  C O N S T R U C T  .
( W I T H  S T I P L I L A T I O N S ) . .

and . .
PROVISIONAL VERIFICATION oF GENERAL PERMIT GONFORMANCE

SEWAGE DISPOSALSYSTEM EXTENSION . . .

. PROUECTPESQRIPTION: Bethany Est tag .$6uth - sanliary . e.. ' . . .  s '.
ap§r9xImate|y 4141. Ilnearfeet with a point d cohnectlon tithe LPSCO sewer system; .

sewer collection system of

LOCATION:. Maricopa County
Section .11, T2N,? R1W

PROJECTGWNER: Turn Goodrich, Land Acquisition Project Manager
Mara¢=Hy° Homes
15160 n. Hayden; Suite 200
Scottsdale, AZ 85260

I F8urs.uant to.-Arizo.h Ad mihiStratlyé  Code (AAC) . ..
c¢untyEnviyanrne;ateLHe.ailth-Gede+6I1epiarsII.

Tltle 18: Chapter 9, Article 3 a`nd the Maricopa

Approval' to construct oN
. documents on its

given subject to the following stipulations:

. ... 'the above descnbedfacilities as represeNted in the approved pl~~'n
n .. .wlth.the Maricopa County ErivlronmentélServlcee Department Ie hereby

r e n o  | .

Operation of  this sewer collection system project shall not begin until
Construction andVerlf lcation of General permit Conformance
County Environmental Services Department.

n Approval of
Is issued by the Maricopa

WATER AND WASTE MANAGEMENT DIVISION

.. 5,

B y .
Stev n-- PE, Program Ménagor
Subdivision Infrastructure & Planning Program

5 C-if Burst,

. _ -: 1ml* _.__/ , I 9

_ / 0113 2 d | .I
. - r' r'.¢' ~./.¢»' ».»

l "' * '¥ J 9
u' 1 - ° '  I '
.I ll 6 . . .-

Fem the approval date noted above this certificate will expire, if construcnbn has not substantially started
wit lM one year or ifno Approval OF Construction has been received within two years showing verilicadan
of completion.

I



ENVIRONMENTAL SERVICES
DEPARTMENT
1001 n. Central, Ste 150
Phoenix, AZ 850044940

s

PRQJECT DESCRIPTION: Bethany Estates North 0 sanitary sewer oollectldn system of
apiiroxiMately 4,614 linear feet with appoint of connection to the LPSGO sewer system.

LOCATION :

Approval Date:

CERTlFlCATE QF APQRWAL to consTRucT
lwlTH' STIPULATIONS) . .

. and .
PROVISIONAL vERIFICATIoN oF GENERAL PERMIT QONFORMANCE

sEwAgE DISPQSAL .SYSTEM EXTENSIGN

a

.f

:' .» .

°1-

Maricopa County
Section 11, T2N, R1W

07

r n

4

1

MCESD Project No. 066570
SYSTEM: LPSCO

Division of Water and Waste Management

Subdivision Infrastructure & Planning Program

(802)500-6875
FAX (602)508-5813

I

PROJECT OWNER: Tony Widowski, Project Manager
Maracas Bethany Estates, LLC
15160 North Hayden Road, Suite 200
Scottsdale, Az 85260

Pu rsuant to Arizona Administrative Code (AAC) Title 18: Chapter 9, Article 3 and the Maricopa
I I . .

i

Approval to construct the above described facilities as represented In the approved plan
documents on file with the Maricopa County Environmental Services Department is hereby
given subject to the following stipulations:None

Operation of this sewer collection system project shall not begin until an Approval of
Construction and Verification of General Permit Conformance is issued~ by the Maricopa
County Environmental Services Department. .

WATER AND WASTE MANAGEMENT DIVISION
'v

. \

, b y  / ~ 4
Wesley A. Shonerd, PE, Program manager
Subdivision Infrastructure & Planning Program

From the approval date. noted above this cert(/lcate will expire, lfconstruetion has not substantially started
within one year or ifno Approval OF Construction has been received within two years showing verification of
completion.



ENVIRONMENTAL SERVICES
DEPARTMENT .
1001 N. C6nt.ral. Ste 150
Phoenlx.AZ 85004-1940

Dlvls!0n of Water and Waste Management
Suhdlvlslon Infrastructure&Planning Program

(802)608-6875
FAX (602)506-6813

Appibval Date: MCESD Project No. 060512
SYSTEM: LPSCO

)

CERTIFICATE OF APPROVAL .To GONSTRUCT
(WITH STIPULATIONS)

. And . . .
provisional VERIFICATION QF GENERAL PERMIT CONFORMANOE

. SEWAGE DISPOSAL SYSTEM EXTENSION

PROJECT DES¢RIPTlGN,' Riverside Estates - onsite .- sanitary sewer oblléctldn- system of
approximately 4590 Iinear'feet With a point of cohneotion to the LPSCO sewer system.

LOCATION : \ Maricopa County
Section 115 T2N, R1W

pRo4Ec1'ownéR= Perla Mathis, president'
Maryland 40, LLC
5108 North 40"' street, Suite a
Phoenix, AZ . 85018

Pursuantto Ari;Ona Administrative Code (AAC) Title 18: Chapter 9, Article 3 and the Maricopa
Qounty_EmAronrnental -Health Code: Ghapters H..

ApprovaI'to construct the above described facilities as represented In the approved plan'
documents on file with the Maricopa County Environmental Services Department is hereby
given subject to the following stipulations: None

Operation 'of this sewer collection system project shall not begin until an Approval of
Construction and Verlflcation of General Permlt Conformance Is issued by the Maricopa
County Environmental Services Department.

WATER AND WASTE MANAGEMENT DIVISION

By "-~... ' fn
WE lay A. Shonerd, E, Program man Ger
Subdivision Infrastructure s. Planning Program

I

From the approval dale noted above this cert(/lcate will expire, Y`constructlon /ms not substantially started
within one year or #no Approval OF Construction has been received within two years showing verytcation of
completion.

re

n



ENVIRONMENTAL SERVICES
DEPARTMENT
1001 n. central. Ste 150
Phoenix. AZ 85004-1940

DoIvislon of Water and Waste Management
Subdivlslon lnfrastruaure & Planning Program

(602)508.8675
FAX (802)508-5813

Approval Date: .6 /44 (97 MCESD Project No. 060513
SYSTEM: LPSCO

l CERTIFICATE OF APPROVAL TO CONSTRUCT
(WITH STIPULATIONS)

And . . .
PROVISIONAL VERIFICATION QF GENERAL PERMITCONFORMANCE

SEWAGE DISPOSAL SYSTEM EXTENSION'

PROJE'CT~DESCRIPTlQN:,' onoffsite - .
approximateiy 1501 linear feet with a point of connection to the LPSCO~sewer System.

Riverside EstgieS sanitary sewer collection system of

LOCATION: Maricapa county
Section 11, T2N, R1W

l

PRQJECT OWNER: Perry Mathis, President
Maryland 40, LLC.
5108 North 40"' Street,.Suite 3
Phoenix, A2; 85018

I

Pursuant to Arizona Adlmln'latrqtlvV Codes(AAc) Title 18: Chapter 9, Artlole 3 and the Maricopa
Gouty Environmental Health code; Ghalnters ll.

Approval to cdnatruct the above olescrlbed facilities as represented in the approved plan
documents on file with the Maricopa County Envlronmental° Senlces Department Ishereby
given subject to the following stipulations: None

Operation of this sewer collection system project shall not begin until an Approval of
Construction and Verlficatlon of General Permit Conformance Is issued by the Maricopa
County Environmental Services Department.

WATER AND WASTE MANAGEMENT DIVISION
1

By. . w . / ( A
Wrigley A. shorer, PE, Program Mah er
Subdivision Infrastructure 8¢ Planning Program

From the approval date noted above this certylcate will expire, t construction has not substantially started
within one year or I/'no Approval OF Construction has been received within two years showing vergllcrdlon of
completion.

1

l
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41 Au

..»*E'Rv1cEs

_..el, Ste 160
AS 85004~1940

Dlvision of W ater and W aite Maraagnnie
Subdivision Infrastructure 8: planning Progrs

(sez)805881
FAX (B02) B08-58'

. Approval Date:
A

(L L '

I
M C E S D  P r o ] e c t n o .  0 6 3 2 3 4
S Y S T E M :  L P S C O

I

CERTIFICATE OF APPROVAL TO CONSTRUCT
(wITH s1lpuLATlons) .

. And
pRovlsl0nAL VERIFICATION OF GENERAL PERMIT CONFORMANCE
I SEWAGE DISPOSAL SYSTEM EXTENSION

Supersedes Issue Date 8/14/08

5 PR@J&CT oEScRlpTlon:Falcon View loffsitea4 Lotl-'sanitary sewer ¢¢ue¢t|¢>r; §Ystem of
. apprgximaiély 4900 linear~feet With .a pdlht. of. ¢Qnn9¢tion to .the 'LPSCO sewer system; . ..

0

L O C A T I O N : Mar|copa County
Secfldrl 11, T2N, R1W

P R O J E C T  O W N E R : Robert Stewart Land Development Manager
Maracay Homes . . ,
15180 N Hayden'Roaq suite200

_ SCottsdale,Az 85280

Pursuant to .Arizona Administrative. Coda (AAC) Title 10: Chapter 9, Article 8 and the Maricopa
Countyi Environmental Health Code' Chapters \l.

Approval to construct the above described facllittes as represented n the approved plan
documents on .file with the Maricop County Environmental 'Sen/toes Department is hereby
given subject to the follow ng stlpulatlonsr None

O p e r a t i o n  o f  t h i s  s e w e r  c o l l e c t i o n  s y s t e m  p r o j e c t  s h a l l  n o t  b e g i n  u n t i l  a n  A p p r o v a l  o f
C o n s t r U c t i o n  a n d  V e r i f i c a t i o n  o f  G e n e r a l  p e r m i t  C o n f o m a h c e  I s  I s s u e d  b y  t h e  M a r i c o p a
C o u n t y  E n v i r o n m e n t a l  S e r v i ce s  D e p a r t m e n t .

WATER AND WASTE MANAGEMENT DIVISION

B y v |'.. 4 In

Wesley A.Shonerd, PE, Interim Prog4amManager
Subdivision Infrastructure & Planning Program

,--< _ 4 4_ 4/ 4?
.¢-/
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ENVlRONMeN'fAL SERVICES
DEPARTMENT
1001 n. Central. Ste 150
Phoenix. AZ .85004-1940

.Mnrw#1 to qonstruot. the above deacrlh99l fq¢;IItle8. is-'represented in .the approved plan `
_4uhqinQfate"bnfflle-1»viti'r*the<-lvl1a}1u¢upa¢€ul:n1ty*EnvIrullarlur1t,=rl..sarvlu»§ Dup4ft:llplit is Ilerdby. '
: 9 Ive.n,.subject

I
I* l

.pR0;Ecr' nEsQRlp1IQ:Dy¢§irt'villaqe_Q sjgnltqiv Qéwer bolléctldn 'systqni of approxlméntély
ae00.1ln¢qrfegt wl.th a Pb rt go qbnneqtian' fdtpe AlgbnqUinwater servlqeq sewer system.

Puleuant go Argon : Admlrilstré tlve Code (AAC) Title 1 Q: .Chapiet 9,
County. Enylfonrnehlal Health .G9dé:' Chapters. lI.̀ -

PROJECT OWNER:

LocATI9n'=lmana°pg ¢6U&iV. : _
Secflqn~1'I. Tzu. ~R1w

Approval Date:

lvlcEso will not l§sUe an Approval of Sanitary Facilities for'SubdMslons for Dysart
VIIlage untilLpscO is gifted the ¢ca.n expansion by the Arizona Corporation
Commission to servo this development. 2

-GERTIFIGATE QF iA9l=;kr>yAI; f r o  c o n s T R u c T -
(WITHsrrgnuLATIQns)

and
pR<>vrslonAI, verification 'QE GENERAL PERMITc¢nl=oRlviAncE .~

sEwAgE blsposAL SYSTEM ExIEnslo.n

t h e  M M | .l.il9tl<;fis: | 1

r

\ a

d
l I

r

. E(r1le.I:q¢ke,'P[esldenI. 5.
A.done West-Constl'IJdlqn,'QT-:.
p.o. Bax quae '
Glendale, AZ .85312

\

1 \ i | J

1'

Qmqzgso pm|e9:.n}a..054032 . . . .
SYSTEM: Alggriquin .Water Servlobs

Article 3 and the mgricopa '

Dlvlsion of Water sind waste Management
Subdivision lnflaslrucluro8= Planning Program

v 4602)508-8875
FAX 802)508-5813

Operation of' thug._ sewer Qolledldh ,system 'project shall not beglh-'until a.n Approval of
Construdlon and ..VQrlflbatIon .of.General .-Permit 'Conformance is Issued-by the. marioop :
County Envlronmgntal SeitvlcesDepartment.

WATER'AND WASTEMANAGEM ENT DIVISION

,»;;<,..,»*%¢.>:
I

. . 4 ?
\ 1 .

By .
Stevan..G..13orst, PE, Prpgrnm Manager ; s
Subdivision Infrastructure & Planning Program

From the approval date hated above !his` Carl?/Icare will expire, lfconslruction has not substantlrclly started .
within oneyear or lino Approval OE Construction has been received within two _years showing verification of
completion.
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IRONMENTAL SERVICES
DEPARTMENT
1001 N Central, Ste 150
Phoenix, AZ 85004-1940

i

Division of Water andWaste Management
SubdivisionInfrastructure &Plannlng Program

(602)506-6875
FAX (602) 506-5813

(TTN) (602) 506-6704

Approval Date: 1417 i f 09 cos MCESD Project No. 044338
SYSTEM: LPSCO

CERTIFICATE OF APPROVAL TO CONSTRUCT
(WITH STIPULATIONS)

and
PROVISIONAL VERIFICATION OF GENERAL PERMIT CONFORMANCE

SEWAGE DISPOSAL SYSTEM EXTENSION

PROJECT DESCRIPTION: Dysart Crossings - sanitary sewer col lect ion system
approximately 200 linear feet with a point of connection to the LPSCO sewer system.

of

LOCATION: Maricopa County
Segtign 10, T2N, R1W

PROJECT OWNER! Eric Courter, Project Manager
RDB Development
1617 w. Williams
Phoenix, AZ 85027

Pursuant to Arizona Administrative Code (AAC) Title 18: Chapter 9, Article 3 and the Maricopa
County Environmental Health Code: Chapters II. .

Approval to construct the above described facilities as represented in the approved plan
documents on file with the Maricopa County Environmental Services Department is hereby
given subject to the following stipulations: None

Operation of this sewer collection system project shall not begin until an Approval of
Construction and Verification of General Permit Conformance is issued by the Maricopa
County Environmental Services Department.

WATER AND WASTE MANAGEMENT DIVISION

By
Ste\7é'n G. Borst, PE, Program Manager
Subdivision InfraStructure & Planning Program

I / , v t » , ;  4 4 3 2  I r / < c a 1 /J

From the approval date noted above this cemjicate will expire, if construction has not substantially started

within one year or U' no Approval OF Construction has been received within two years showing venjicadon

of completion.

f v
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ARIZONA DEPARTMENT. oF .
ENVIRONMENTAL QUALITY

A¥~98PAR22_

Jan et Napolitano
Governor

1 I 10 West Washington Street - Phoenix, Arizona 85007
(602) 771 -2300 - www.azdeq.gov Stephen A.Owens

Dlrector

September 30, 2008

Matthew Garlick
Litchfield Park Service Company
12725 W Indian Schoo1.Rd, Suite D101
Avondale, AZ 85392

Litchfield Park Service Company - Palm Valley Water Reclamation Facility (WRF)
Aquifer Protection Permit (APP) Other Amendment . .
Inventory No. 100310, LTF No. 47746

Dear Mr. Garlick:

EnClosed is a signed copy of an APP Other Amendment with Fact Sheet for the above referenced facility.
The permit conditions shall apply from September 30, 2008, which is the date of the Water Quality
DivisionDirector's signature, and shall be valid for the life of the facility. Thank you for your
cooperation in protecting the water quality of the State of Arizona.

If you have any questions please feel &veto call me at (800)234-5677 ext. 771-4498, or at (602) 771-
4498. You can also contact me by email at rm4@azdeq.gov.

Sincerely,

Bob Manley, Proj ectManager
APP and Reuse Unit I .
Groundwater Section, Water Quality Division

cc. Asia Majeed, Supervisor, Groundwater Section, APP and Reuse Unit I
Farina Iesmin, Groundwater Section, APP and Reuse Unit I- Letter Only
Marcy Mullins, Groundwater Section, Reuse Program Coordinator - Letter Only
Lynne Dekarske, Groundwater Section, Administrative Unit
Cynthia Campbell, Manager, Water Quality Compliance Section
Matthew Hodge, Supervisor, Water Quality Compliance Section, Data Unit
Marcia Colquitt, Supervisor, Water Quality Compliance Section, Compliance Assurance Unit
John Gibbons, Supervisor, Water Quality Compliance Section, Field Services Unit
Gary Harmon, Inspector, Water Quality COmpliaNce Section, Field Services Unit
John Matte, P.E., WaterWorks Engineers
Sheba Hafiz, WaterWorks Engineers
Maricopa County Department of Planning anclDeveloprnent`
Maricopa County Environmental Services Department

wRn08:0s12

Northern Regional Office

1801w, Route 66 c Suite 117 I Flagstaff AZ 86001

(928) 779-0313

Southern Regional Office

400 West Congress Street- Suite 433 - Tucson, AZ 85701

(520)628-6733 .

o

8.

Re:

a

4

I

Printed on recycled paper
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. STATE OFARIZONA
AQUIFER PROTECTION PERMIT NO. P-100310

PLACE m 815, LTF 47746

.1.0` AUTHORIZATION

In compliance with the pwvisioms ofAIizona Revised Statutes (A-R-S-)"llit15 .49, Chapter 2, 1, 2 and3,-
Aiizoiaa Adxirninié tnlutive Code (A.A.C.) Title Is, Chapter 9, Articles 1 and2,.A.A.C. Title 1-8, l l ,
4 and amendmtcnis thereto, andthe conditions set forlfh 'm this permit; LitCii£e1dl1?a1k Service Company (LPSQO)
is hereby aulillotdluedto operate the Palm Valley Watter Reolauulwtibn Facility, locawtégl at14222 Wést'McDéwve11 .
Road in Goodyear, Arizona, in Maricopa Couu»ty,.over oftiie.we¢salt River Vasili in the
Phoenix Active Management AIea, in Tovmschip 2 n, Range 1 w. section so, saw, sw'/4, saw wma Gins-ind.
Salt River Baleiiileand . `

118-oithe-&icilit3n.(b;;eucaltioun:gl closure,-and posl>4closura.pe1:iods) remmolnéigmnssuantlto
Niapeumubeeemm emcuw onus dawn of the WMI' Qvllilv for
aw .. ....
A.A.C. R18-9-A213.. Tlluepennittee sllall comsuuct, operate '... - .
1..Follbwihgall'theccmdidonsofdxispeamnitincludingthe

Such Mat WaterQualifyS*F°4"'*= (AWQ8)Wotvilma ?¢.me www
.(POC) set£uuld1beloworifanAwQs fora-po1Ei:rlzml¢-hasbeelnr,eanoegdédii;-4n4q{li&i'gt&e8mp ofpbxinit
issuance, that no addidmal dbgcwdaltion of the aquiferzeladveto dia¢'po111Mntt unnd'as d¢mmi§O¢l¢'m¢ .

.applicable-POCoccursasaresu1tof&e discMn® ei'umui&e&ci1i1y..i. .

2.

1.1. PERMTTTEE 1nFoRmA'r1on

Facility Name:
Facility Address :

P81151 ValleyWaterRec1amation.Faci1ity . ,
14222 WestMcDowell Road .
Goodyear, Arizona85338
Maricopa County '

Permitted:
Permitted Address:

Litchfield Park Service Company
12725 West Ihdihn School Road, Suite D10-1
Avondale, Arizona 85392 » .

Facility Contact:
Emergency Phone No.:

MI. Maltthew Garrick
(623)935-3005

LatltudelLongitude:
Legal DesCription :

33° 27' 55" N/112° 21' 5511 W .
Township 02N, Ralnge 01W, Section 33, .SB%, SW%, SW% of the Gila and Salt
River Baseline and Meridian

1.2 AU'rHoR1z1:nG SIGNATURE

i.

Joan aid, r
Way' Quality Division
ArizumllaDepartment of Bnvironmranigal Quality

Signed this 3203494 of 2008



, , .. Wastewater ReclaMaftion Facility 133°27' 55" N
| .. . . .

. .

1 .

s112°  21' 5.5" Wf

O

\

l l

z.0 srncmtcCONDITIONS-iA.1=.s» .§~§~'49-20@<4>.~4M41<A)1

..2.1 Facility / Site'Description [A.R.S. §49-243(K)(8)]

Ifriwfbn District fnrriu valid-mHWDBs pennunit; viscnang m 8 ° '

50.
.§y.a cemuhnifuge pgeuoess The devval:em1ad.sll1dge;

Liteiaiield Park Service Company (LPSCO) iS inthodzed Tb-operate the.PaJm§a Valley Watlwer Reclgmqation
Feeilily (WRY), a 4.1 million gallons perday (11495) monthly How at full
build-ntut, to be coluupleted s,s.pg- Section 3.0, C wpliance Schedule, is 8.2 mud. prpcesspiamsistS of
an ilnfhmemtt Iii: ststiondlfeadwdmks with Elma screens and grit xemovalg anmde-reheUur/equuljzmtiién tauuiund
sequeNcing baltchregetzus (813318) for m'tzi5catinn-denxiuriiicatién, disc fillzenf-an-Izlqiawviulef
system," aerobic sludge diwweIs. and sludge dewatering cemrucibilges. is designed and couursti:-gaclsed.

aecoulding no plains appuazwed by ADEQ. . . | .

Eaves amlbe used for on-site process wane applications (suchlas w»s=41M "nor
ailowablezuse under a valid reclaixuned water pelcnuit (A.A.C. R18-9, go $94316

wsw1=¢=~=wt=nww=~=¢w A.a.s. s-49-2=0e8x6J and (16)- s1uaga v~»-~»~-=_;g df@===3;;8»gdewaeeuea

4 w°°9»=. . .-_ . . -1cmn» .  e .
off-sitefornnlamiagenmsniianiidisqposalinaecomdannlcavvitil$tateamdF- ~r°s~1Ti'8"=̀=

Thedeplhtoglrowmdvlfawrisaqzpucdxinnatelly 120f6etbel6wgrou1nds\1hréce4IIldtlwd81lec|iu:nofénoundwgtqr
Bdwistéwamdsthewest-nandl1west . . . . . . . '

-..» .,.

AQUIFER PROTECTION PERMH no. P~100310
' ' p. 2 'of 25

The site includes the following permitted discharging facilities:

Amendment Deseripgion \

1M8 anmendnn~em rq8ectsclmngastéthededgnoftliekpiliiy.Pa1mVal19yW3Fl§asbeenn4odi§b§by .
replacing-the insllullixiganswv odor pcn1r6ls§rsbenn,.éonvemt§11gtw6
Seqpeuucixug BgtchRleaetums (SBRs), .'
(ATAD) iznicsinMo sludge holding tanks; replacinga-waste (WAS) pl&mn9,~ a never

MetwoddstimgSBRunitstobeMJ¢enoutofservice'(omeatatinnn) to'maiminam:~d/or replace
1,,884m: prunups, decantens8lnd»o&orsuppguM eqpipmnoNt ballad in We SBR tslmlks. Inaddition,relewelm permit
1muguag¢hasbeenupd»=e¢d:°cmfomnnorheemnemmamvvarklamgunge.

Annual RegistrationFee [A.R.S. §49-2421

The Annual Registration Fee for this permit is established by A.R.s. § 49-242{E) and is payable to the
Arizona Department of Environmental Quality (ADEQ) each year. The design How is 8.2 million gallons per
day (mud).

FinancialCapability [A.R.S. §49443(n) and A.A.C.R18-9-A2031

The permitted has demonstrated financial capability under A.RS. § 49~243(° N) and A.A.C. R18-9-A203. The
perznittee shall maintain Financial capability throughout the life of the facility. The estimated dollar amount
demonstrated for iinaucial capability is $14.1 million. The financial capability was demonstrated through
A.A.C. Rl8-9-A203(C)(1).

e
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2.2 Best AvailableDemonstrated ControlTechnology [A.R.S. §49-243(B) and A.A.C. R18~9-

A202(A)(5)]

The Water Reclamation Facility shall be designed., constructed, operated, and maintained to meet the
treatment performance criteria for new facilities as specified in Arizona AdmiNistrative Code R18-9-B204.

The facility shall meet the requirements for pretreaUnent by conducting monitoring as per R18-9-

B204(B)(6)(b)(iii).

All 'industrial hookups and other non-residential hookups to the treatment system shall be authorized
according to the applicable federal, state or local regulations.

2.2.1 Engineering Design

The 4.1 mud VVRF was designed as per the design report prepared by Pacific Advanced Civil Engineers,
Inc.datedOctober 2001. A WRF expansion to 8.2mud was designed and shall be constructed as per the
design report prepared by Pacific Advanced Civil Engineers, Inc. dated August 2004. The WRF
modifications outlined in this amendment were designed by Brian P McBride, P.E. (Civil), McBride
Environmental Solutions, Inc., dated July 2, 2007.

2.2.2 Site-specific Characteristics

Site-sp ecific characteristicswere not considered to determine BADCT for theWRF.

2.2.3 Pre-operational Requirements

The pennittee shall submit a signed, dated, and sealed Engineer's Certificate of Completion in a format
approved by the Department per the Compliance Schedule in Section 3 .0.

2.2.4 OperatioualRequirements

1.

2.
3.

Permitted shall maintain a copy of the up-to-date Operations and Maintenance Manual at the WRF
siteat all times and shall be available upon request dwfna inspections by ADEQ personnel.
The pollution control structures shall be inspected for the means listed in Section 4.2, Table III.
If any damage of the pollution control structures is identified during inspection, prop et repair .
procedures shall be performed. All repair procedures and1nateriad(s) used shall be documented on
the Self-Monitoring Report Form submitted quarterly to the ADEQ Water Quality Compliance
Section.

2.2.5 Reclaimed Water Classification .
[A.A.C. R18-9-703(C)(2)(a), A.A.C. R18-11-303 through 307]

The treatment facility is classified as producing Class A+ reclaimed water and may be used for any
allowable C1ass~A, B, or C use under a valid reclaimed water permit. .

2.2.6 Certified Areawide.Water Quality Management Plan Conformance
{A.A.C. R18-9-A201(B)(6)(a)]

Prflifr - ';'::'$i::.J nr:.1.t frnfczu t: Rh; .:p;!.:". a a ".
accourdisng to the 208 ccmnsiswncy determination in place at the time of permit issuance.

..a;liiia.t.';aa.!sa£da \V.in Qliliiia I- .. 'bvanvmIvan

2.3 Discharge Limitations [A.R.s. §§49-201(14), 49-243 and A.A.c. R18-9-Az0s(B)]

1

1. The permitted is authorized to operate the WRF with a maximum average monthly flow of4.1 mud. The
maximum average monthly flow at full build-out, to be completed as per Section 3.0, Compliance
Schedule, is 8.2 mud.
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2.

3.

4.

The permitted she notify all users that the materials authorized to be disposed of through the WRF are
typical household sewage and pre-treated commercial wastewater, and shadl not include motor oil,
gasoline, paints, varnishes, hazardous wastes, solvents, pesticides, fertilizers or other materials not
generally associated with toilet flushing, food preparation, laundry facilities and personal hygiene.
The permitted shall operate and maintain all permitted facilities to prevent unauthorized discharges
pursuant to A.R.S. §49-201(12) resulting &om failure or bypassing of applicable BADCT pollutant
control technologies including liner fauilure', uncontrollable leakage, overtopping (e.g., exceeding the
maximum storage capacity, defined as a fluid level exceeding the crest elevation of a permitted
impoundment), of basins, lagoons, impoundments or sludge drying beds, berm breaches, accidental
spills, or other unauthorized discharges.
SpecitiCdischarge limitations are listed in Section 4.2, Tables IA, IB and IC.

2.4 Point of Compliance (POC) [A.R.S. §49-244]

The hazardous/non-hazardous POC is established by the following designated location:

Groundwater monitoring is not required at the po'mt of compliance, except as a contingency action.

The Director may amend this permit to require installation of a well and initiation of groundwater monitoring
at the POC, or to designate additional points of compliance, if information on groundwater gradients or
groundwater usage indicates the need.

2.5 Monitoring Requirements [A.R.s. §49-243(K)(1), A.A.c. R18-9~A206(A)]

AH monitoring required in this permit shall continue for the duration of the permit, regardless of the status of
the facility. All sampling, preservation and holding times shall be in accordance with currently accepted
standards of professional practice. Trip blanks, equipment blanks and duplicate samples Shall also be
obtained, and Chain-of-Custody procedures shall be followed, 'm accordance with currently accepted
standards of professional practice. The permitted shall consult the most recent version of the ADEQ Quality
Assurance Prob act Plan (QAPP) and Environmental Protection Agency (BPA)40 Code ofFederal
Regulations (CFR) PART 136 for guidance in this regard, Copies of laboratory analyses and Chain-of-
Custody forms shall be maintained at the permitted facility. Upon request these documents shall be made
immediately available for review by ADEQ personnel.

2.5.1 Pre-OperationalMonitoring

Not applicable at the time of permit issuance.

2.5.2 Routine Discharge Monitoring

The permitted shall monitor the wastewater according to Section 4.2, Table IA or IB, as applicable.
Representative samples of the wastewater shallbe collected downstream of the UV disinfection chaiuinel.

Liner failure in a single-lined impoundment is any condition that would result in leakage exceeding 550 gallons
per day per acre.
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2.5.3. Reclaimed Water Monitoring

The permitted shall monitor the reclaimed water parameters listed under Section 4.2, Table IC 'm addition
to the routine discharge monitoring parameters listed in Section42, Table IA or IB, as applicable.

. Repreaentétive samples of the reclaimed water shall be collected downstream of the UV disinfection
Channel. .

2.5.4 Facility/ Operational Monitoring

Operational monitoring inspections shall be conducted accordingIoSection 4.2, TableHI.

1;

\

2.

If aw daunnage off he pollution control structures is pamper
pusucedurcs sMaJ1bepe:|'Euurnqod. Allrepairpr0ce&n1ss-al1d'19dme1ria1susedsl1h1iBe d»o9wwu~en¢ed.oMhe
SMMF submitted-quaurterly to the ADBQ Water Quality .D4°~U\!if-' Ifnnuepf
the ccndidoms occur,lthareport shall say?no event" for apaiticuIiIm'ré pumd1fgpei'1od; If&e
is'notinopeu:wd0m,thopemitteesi:lgl1indicMe&is<m&eSli ; - . . . .
'I'h~epenmuittee sl1~ai1 submitdawtaz\equir'ed'inSecddn4.2, Tab1eMré»gznrdlsss ofdle opemdngskatus-of
the &Lci1ity~uu1ess-othlewwisc approved bydle Depaxtnent or a!16~vvad-'n:*this`permit.- - .. -~ -.-

2.5.5 Groundwater Monitoring and Sampling Protocols

RnultinagxloundvvatermonitcuIingis not1Bqui1ved\11nd»eur thetemSofthispemit.

2.5.6 Surface Water Monitoring and Sampling Protocols
\

Routine surface water monituuing is not xequilred under die tends of this peziuit.

2.5.7 Analytical Methodology

A11 senunnples collected for cc~maplizlum:e shallbo a1n~a1yz9dusingA¥a:izouna sate .
one&ods. Ifni :Tm upprovad JnmUhod eudats, than we apwopmihte BPS-appcoved nnqthbdwhall be used.
Reylmrdless of the nnsllxod used, the detccdnm linumibs-must.be gumqgm to detéminq cQmiuplipn~eeyvifli&e
regdamy limits oaths paramsteiws spedied in-this permit: Mdyaes sballlio peltfvrvnsdWa laiacnmomy
lieensedbytheM1°izona Departaumaapm ofliealM Services, Once ofLabaura1naur3t.Licemsune and-` .
Celrtixicawtion. Forxmsults w be considered valid, all amalydcdwork q'ua!i1& cumtolstanididds
sped1E~edin'the appmvedmeillnds. A listofArizcmasmecci'd1EedlnbouralnCudeacanbeobté inedat e-
address below: . .

Arizona Department of Health Services
OE5ce of Laboratory Licensure and Certification
250 North 17* Ave.
Phoenix, AZ 85007
Phone: (602)364-0720 .

2.5.8 Installation and Maintenance of Monitoring Equipment

1

Monituucing equipment required by this pmnit sllall be installed and maintained so ilmzlltrewesentative
samples requindbythe permit cube collected. Knew groundwater'wells axe detemnUuuedw be
Illebesmlly,lab Wu.»tl taealun dieldlla be eUblNhwd W the ADEQ Gluumluanen Swrlun lb; applbwll
prim' to installationand the permit shall be anuemdedto include my new moniromilng points.
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2.6 Contingency Plan Requirements- . i
[A.R.s.§ 49-243(K)(3), (K)(77 and A.A.C. R18-9-A204 and R18-9-42051.

2.6.1 General Contingency.plan Requirements

Aileustcna ccpyofthe approved contingency andeuumeurgencyrespansep1dn(s]sulamitted inHle
applicaHon slmll be nmailnttained at the locadcn where day-to-day dodSionsmeghzding die of Ume _
&cflity are made. The permitted shall be-aware chard follow the contingmdy and e1un.e1rgehcy plamsl '

.. Any AL ° x¢e° dn1nl° ° »  violation of discinlurge (DL), AQL, or other pénmait small be

repeated-to ADEQ following. the reporting requireuuments in Section z.7-3;- .

Some cduumingency actions involve vedfcation sam§1ing. Vemiihsution .of  the Erst
follow-.up wmil= oollecmaednma locat ion um pmiousay imdimimd 114 f a n
AL. Colléctiom and analysis oftlin veriicwdcun. saM;i1e. siidll usdtlio sain~d'gu» mln6co1s t o
analyze for 86-polluaant or polliztamms that eunoeedad an AL.or viblinthd-..au.AQI:. The*pl03M1it1=eeis subject
4° a¢snn.fon1s» fainuu w vwply with any¢°w¢ing9i\ew'aétiemsinu4i4p9i=Hif4. vlznw
.wenriEcadi:unsamp].ingis apeciEad.in'd11l7~pd:m1t,~itzs. . . .
sampling..IfveuiEcamiod~sumplihg-is notcuu» dusted widmin
peucnnimieo shall pmresmme due ic gu l t to room&mméd  is  i f .

P ` réIflhms
a:ceedamneofanAL or v io la idn ofaDL,AQL; _ . '
°!1l\¢\\\'=W°¢I-.'III\°P°¢°liW°°iS1'°!P°lllil19°f°l'°°lH'=llI!ii1liI3°°"i*1=1°°iIWi8l°1IM¢P13PiI&IWIlBW8614

2.6.2 EiceediNgof Alert Levels/Performance Levels

2.6.2 .1 Exceeding of Performance Levels Set for Operational COnditions

1. If an operational performance level (PL) set in Section 4.2, Talile III has been exceeded the
permitted shall*

a. Nolirir the ADEQ Waurr.QuaIi1y Cdmgplianeo Swann within Eve days ofbecoming awuib
of the exceedance. `

b.
4

Submit a written r.report wiiiiin thirty days after becoming aware of the exceedance. The
report shall document all of the following: . .

(1) A description of the exceedance and its cause;
(2) the period of the exceedance, includingexactdate(s) and time(s), if known, and the

anticipated time period during which the exceedanCe is expected to continue;
(3) any action taken or planned to mitigate the effects of the exceedance or spill, .or to

eliminate or prevent recurrence of the exceedance or spill;
(4) any n1onitorin_g.activity brother information which indicates that any pollutants

would be reasonably expected to cause a violation of an AWQS; and
any malfunction or failure of pollution control devices or other equipment or
process. .

(5)

2.

111111 11111111 ljlllll I I I 1111 H I I I'll I I I

The facility is no longer on alert status once the operational indicator no longer vindicates that
a PL is being exceeded. The permitted shall, however, complete all tasks necessary toretm-n
thefacilityto it pro Alan porting condition.

2.6.2.2 Exceeding of Alert Levels (ALs) Set for Discharge Monitoring

1. If an AL set 'm Section 4.2, Tables IA and IN has been exceeded the permitted shall
immediately investigate to determine the cause. The investigation shall include the following:
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a. Inspection, testing, and assessment of the c\n'rent condition of all treatment or pol.lutaa1t
discharge control systems that may have contributed to the exceedance;

b. Review of recent process logs, reports, and other operational control information to
identify any unusual occurrences; and
If the investigation procedures indicated in (a) and (b) above fail to reveal the cause of the
exceedance, the pennittee shall sample individual waste streams composing the
wastewater for the parameters in question, if necessary to identify the cause of the
exceedance. ,

o.

2. The pennittee shall initiate actions identified 'm the approved contingency plan referenced in
Section 5.0 and specific contingency measures identified 'm Section 2.6 to resolve any
problems identified by the investigation which may have led to an AL exceedance. To
implement any other corrective action the pennittee shall obtain prior approval Hom ADEQ
according to Section 2.6.6.

3. Witiiin 30 days of an AL exceedance, the permitted shall submit thelaboratory results tithe
ADEQ Water Quality Compliance Section, Data Unit, along with a summary of the findings
of the investigation, the cause of the exceedance, and actions taken to resolve the problem.

4. Upon review of the submitted report, the Department may amend the permit to require
additional monitoring, increased Frequency of monitonlug, amendments to permit conditions
or other actions.

2.6.2.2.1 Exceeding Permit Flow Limit

1.

2.

If the AL for average monthly How in Section 4.2, Table IA or IB has been
exceeded, the peunittee shall submit an application for an APP amendment to
expand the WRF or submit a report detailing the reasons that expansion is not
necessary.
Acceptance of the report instead of an application for expansion requiresADBQ
approval.

2.6.2.3 Exceeding of Alert Levels in Groundwater Monitoring

2.6.2.3.1 Alert Levels for Indicator Parameters

No ALS were established for indicator parameters. Monitoring is for informational
PUIPOSCS only.

2.6.2.3.2 Alert Levels for Pollutants with Numeric Aquifer Water Quality
Standards

Not required at time ofpermit issuance.

16.2.3.3 Alert Levels to Protect Downgradient Users from Pollutants Without
Numeric Aquifer Water Quality Standards

Not required at time of permit issuance.

2.6.3 Discharge Limit Violation

1. If a DL set in Section 4.2, Tables IA,IB or IC has been violated, the permittee shall immediately
investigate to determine the cause of the violation. The investigation shall include the following:

a. Inspection, testing, and assessment of the current condition of all treatment or pollutant
discharge control systems that may have contributed to the.vio1ation,
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b.

c.

Review of recent process logs, reports, and other operational control information to identify any
unusual occurrences; and
If the investigation procedures indicated i11 (a) and (b) above fail to reveal the cause of the
violation, the permitted shall sample individual waste streams composing the wastewater for the
parameters itrviolation, if necessary to identify the cause of the violation.

The permittee also shall submit a report according to Section 2.7.3, which includes a sunuinnary of the
findings of the investigation, the cause of the violation, and actions taken to resolve the problem.
The perrnittee shall consider and ADEQ may require corrective action that may include control of
the source of discharge, cleanup of affected soil, surface water or groundwater, and mitigation of the
impact of pollutants on existing uses of the aquifer. Corrective actions shall either be specifically
identified in this permit, included in an ADEQ approved contingency plan, or separately approved
according to Section 2.6.6.

The permitted shall comply with the iieeboard requirements as specified 'm Section 4.2, Table III
(Facility Inspections) to prevent the overtopping of an impoundment or sludge drying bed If an
imp oundment or sludge drying bed is overtopped, the pennittee shall follow the requirements in
Section 2.6.5.3 and the reporting requirements of Section 2.7.3 .

3. Upon review of the submitted report, the Department may amend the penni to require additional
monitoring, iNcreased &equency of monitoring, amendments to permit conditions, or other actions.

2.6.4 Aquifer Quality Limit Violation

Not applicable.

2.6.5 Emergency Response and Contingency Requirements for Unauthorized Discharges pursuant
to A.R.S. §49~201(12) and pursuant to A.R.S. §49-241

2.6.5.1 Duty to Respond

The perrnittee shall act immediately to correct any condition resulting Hom a discharge pursuant to .
A.RS. §49-201(12) if that condition could pose an imminent and substantial endangerment to
public health or the environment.

2.6.5.2 Discharge of Hazardous Substances or Toxic Pollutants

In the event of any unauthorized discharge pursuant to A.R.S. §49-201(12) of suspected
hazardous substances (A.R.S.§49-201(l9)) or toxic pollutants (A.R.S. §49-243(l)) on the facility
site, the peamittee shall promptly isolate the area and attempt to identify the discharged material.
The permitted shall record information, including name, n81ure of exposure and follow-up medical
treatment, if necessary, on persons who May have been exposed during the incident. The
permittee shall notify the ADEQ Water Quality Compliance Section at (602) 771-4497 within 24
hours of discovering the discharge of hazardous material which: a) has the potential to cause an
AWQS or AQL exceedance, or; b) could pose an endangerment to public health or the
environment.

2.6.5.3 Discharge of Nonhazardous Materials

2.

In the event of any unauthorized discharge pursuant to A.R.S. §49-201(l2) of non-hazardous
materials from the facility, the permitted shall promptly attempt to cease the discharge and isolate
the discharged material; Discharged material shdl be removed and the site cleaned up as soon as
possible. The permittee shall notify the ADEQ Water Quality Compliance Section at (602)771-
4497 within 24 hours of discovering the discharge of non-hazardous material which: a) has the
potential to cause an AQL exceedance, or; b) could pose an endangerment to public health or the
environment.
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to-day decisions are made regarding the operation of the facility., The log book shall be retained -for ten
years firm the date of each inspection, and upon request, the permit and the log bookstall be made
immediately available for review by ADEQ personnel. The infoimationih theiog book shall include,
but not be liiunited to, the following information as applicable: `

1.
2..

3.
4.
5.
6.

Name of'inspectom';
Date and shift inspection was o~unnducted;.
Condition of applicable M eompomeaaits; ~.
Any dannageprnmnlfunclion, andthedasusacndtime anyI€pailswvb1epearfem:na~qd;
Docwmnenwion-of sampling date and time; and .
Any ofh~e1rinfoc|maltionrequiredl1ythis'permitto be exurtewdinthelogbook

Monitoring records for each measurement shall comply with R18~9-A206(B)(2)..

271.3 Permit Violation and'Alewt Lesvd Status Repdrtihg

1. Thspelmittee shall notify theWater Quality CqmnpliaamoeSecdoninyv;jiHng (by mai1'orbyM¢- sec
Section=2;7.5)vvilMn~ &ve. (5) days-(ézncept as~pWvided~in 2:6i5) ofi§ocomning'~awaraof a
violationofanjrpemulitcondidon,.dfsdulmlgelinnitiminmorofai1ALexcbedamce. . :

2. The parmittee shall submit 9 Wien report tithe Water Spiélicn 30.d§ys
of-becoiiliug aware of the violation of any pellnnit oonditi¢ni.or.dischdrge
diocumment all of the follolwing: - . ' ' - .̀

8.

b.

c.
w

d.

e.

f_

Idemdication and dpsclintion ofdxs condilioum Mr which-there has=beenwviolaticm and a
desm:'ipd~unofthe ca11se,. . . . . . . -. ' . .
The period ofviolmdon incli1dimgeuxaa-klatb(s) and tinme(s), if zmxiciphted
pqiuadmnfingwhiailuleviolaaunis euqecmeawpnmumae; .. .
Any cuneqdve action MRS <n° planned.to midglntaxlie 6fme vip1Mon,'or to elhdulinzlte or
pmevént aaedmemceoftheviolaticun;....~ . . . . .
Any mcminamiang advity or o&cr hnthumnadcn which indicates Mt any pollutants woruldrbe
neasamablywmected to cause a violatianofan AWQS; . .

oM'&mlMgu-w the m~od;omi1ng which include cbamgos six comstihlellwts or iluclmasud
icequency ofmamimuing; and .
Descripdcm of any maliuncticn or failure ofpol1uH¢m communal deirices or other equipment or
processes. .

2.7.4 Operational, Other or MiscelIaneous Reporting

The permitted shall complete the SMIRF prow'ded by the Department to reflect facility inspection
requirements designated in Section 4.2, Table III and submit to the ADEQ: Warm Quality Compliance
Section, Data Unit quarterly alongwith other reports required by this permit. Facility inspection reports
shall be submitted ho less frequently than quarterly, regardless of operational status. .

The permiuree shall submit the reclaimed watermonitoring results as required in Section 4.2, Table IC
and How volumes to any of the following in accordance withA.A.C. R18-9-'703 (C)(2)(c):

-1.

2.

Any reclaimed water agent who has contracted for delivery of reclaimed water 'from the permitted;
and .
Any end user who has not waived interest in receiving 1lJis information. .»
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2.7.5 Reporting Location

All SMRFs shall be submitted to:

Arizona Department of Environmental Quality
Water Quality Compliance Section, Data Unit
Mail Code 5415B-1
1110 West Washington Street
Phoenv<', Arizona 85007
Phone (602)771-4681

All documents required by this penni to be submitted to the Water Quality Compliance Senior shall be
directed to the following address:

Arizona Department ofEnvironnlentai Quality
Water Quality Compliance Section
Mail Code 5415B-1
1110 West Washington Street
Phoenix, Arizona 85007
Phone (602)771 -4497
Fax (602) 771-4505

All documents required by this permit to be submitted to the Groundwater Section shell be directed to :

Arizona Department of Environmental Quality
.Groundwater Section
Mail Code 541513-3
1110 West Washington Street
Phoenix, Arizona 85007
Phone (602)771-4428

2.7.6 Reporting Deadline

The following table lists the quarterly report due dates:

The following table lists the semi-aamual and annual report due dates:

I'll III
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2.7.7 Changes to Facility Information in Section 1.0

4

The Groundwater Section and Water Quality Compliance Section shall be notified within 10 days of any
changeof facility 'Information including Facility Name,.Pexn1ittee Name, Mailing or Street Address,
Facility Contact Person, or Emergency Telephone Number.

2.8 Témpbrary Cessation [A.RS. §49-243(K)(8) and A.A.C. R18-9-A209(A)]

The pezmittee shall give written notice to the Water Quality Compliance Section before ceasing operationof
the facility for a period of 60 days or greater. The pexmittee shall take the following measures upon
temporary cessation:

1.

2.
3.

If applicable, direct the wastewater flows from the facility to another state-approved wastewater
treatment facility;
Correct the problem that caused the temporary cessation of the facility; and
Notify the ADEQ (Water Quality Compliance Section with a monthly facility status report describing the
activities conducted on the treatment facility to .correct the problem.

At the time of notification the pezmittee shall submit for ADEQ approval a plan for maintenance of discharge
control systems and for monitoring during the period of temporary cessation. Immediately following ADEQ
approval, the permittee shall implement theapproved plan. If necessary, ADBQ shall amend permit
conditions to incorporate conditions to address temporary cessation. During the period of temporary
cessation, the permitted shall provide written notice to the Water Quality Compliance Section of the
operational status of the facility every three (3) years. If the pennittee intends to permanently cease operation
of any facility, the permittee shall submit closure notification, as set forth in Section 2.9 below,

z.9 Closure [A.R.s. §§49-243(K)(6), 49-252 and A.A.c. R18-9-A209(B)1

For a facility addressed under this permit, thepermittedshall give written notice of closure to the Water
Quality Compliance Section of the intent to cease operation without resmnuing activity for which the facility
was designed or operated.

2.9.1 Closure Plan

Within 90 days following nodication of c1os1.u° e, the permitted shall submit for approval to the
Groundwater Section, a closure plan which meets the requirements ofA.R.S. §49-252 and A.A.C. R18-
9-A209(B)(3).

If the closure plan achieves clean closure immediately, ADEQ shall issue a letter of approval to the
permitted. If the closure plan contains aschedulo for bringing the facility to a clean closure configuration
at a future date, ADEQ may incorporate any part of the schedule as an amendment to this permit.

2.9.2 Closure Completion

Upon completion of closure activities, the permitted shall give written notice to the Groundwater Section
indicating that the approved closure plan has been implemented iillly and providing supporting
documentation to demonstrate that clean closure has been achieved (soil sample results, verification
sampling results, groundwater data, as applicable). If clean closure has been achieved, ADEQ shall issue
a letter Rf annrnval tN the peep-uiffee Pf that time Tf any pffbnfnllnvriqg nnnflitipqv @pp"'.th* p¢~"\"f*te°
shall follow the terms of post-closure stated in this permit:

1.

2.
3.

Clean closure cannot be achieved at the time of closure notification or withiltl one year thereaiier
under a diligent schedule of closure actions;
Further action isnecessary to. keep the facility in compliance with AWQS at the applicable POC;
Continued action is required to verify that the closure design has eliminated discharge to the extent
intended;



'.. - lg

AQUIFER PROTECTION PERMIT NO. P-100310
. . now

.4.
5.

.. or mitiga» l§ivc-measures are necessary tOacbieVc compliance with Title 49, Ch. 2; and
Fuurlheractionis necessary to uieent Property use r4sst:rictio1js.~ -

2.10, 'Post-élosure [A.R*s. §§49-243(1<)(6), 49-zsz and A.A.c. R18-9 A209(c)1

.Poe-closurerequilreuunemmshallbe cstablisilwed bulgedon a revie¢w.of&d1ity clqgureactions and Will be.subj9ct

to review and azpqnmrovd by the Qrolmdvvater Section. - .

In the eventsleam'-c16sm'e cacnmotbe aqhierved puur8uamt to A.R.S=..§49-2525 thepeunittee sl11a]1 suhlnuit for
aqapplovvalto mc &cmndwam Section a post-closure plan stat addresses Wlnsmm maintenance Audi
mnnifoiius actismga at the The post-closure plan shall meet all nquirqmqnts. ofA.R.s.- §.§49-201(30)
and 49-252 and AA.C. R18-9=A209(Q,. Upon approval oftlie postéclosure Qian, thispermit slaall be '. .
amended or anewpeunnitshallbeissuedto adlpost-closwulacdMinols Wmnmitnu:ingMmw of
818 post-clbsuve pm. . ' . .

2.1011 Post-closure Plan

A spedic post-clnsrvlre plan may be xequiuced upon the review oftli§_¢1osulqi}an;.

2.10.2 Post-closure Completion

Not required at the time of permit issuance.

4

a.

4
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Cease monitoring under Table IA and commence monitoring under
Table IB-.
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Wit1ii11_30 days uttensubmitting the
Bngin¢er'sCértii éate of Completion
for the 8.2 mud e mansion.

Notify ADEQ of commencement of discharge &om the expanded .
WRF.

1 Witliilti 1i5 daysdttefcommencement
o£mom'toring~undér Table IB.

n

For each compliance schedule item listed below, the permittee. shall submit therequired information, iNcluding a
cover 1etter.that lists the compliance schedule items, to the Groundwater Section. A'copy'of the cover letter must
also be submitted to the ADEQ Water. Quality Compliance Section. .

3.0 COMPLIANCE SCHEDULE [A.R.S. §49-243(K)(5) ind A.A.C. R18-9-A20s1
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1 Downstream of the UV Channel 33° 27'.55" N 112°  21'56" W

Total 1210w5: Davy'
Not

E$ta'b1j_$h¢d7

Not
Established

mud' Daily Quarterly

Total Flow: Monthly
Ave:cage9

3.9 4.1 mud
Monthly

Calculation
Quarterly

Total Flow - Reuse
Daily

Not
Established

4.1 mud Daily Quarterly

Total Flow - Reuse
Monthly Averaged

Not
established

4.1 mud
Monthly

Calculation
Quarterly

E. coli: Single sample
maximum

Not
established

15.0
CFU or
MPN" Daily Quarterly

E. coli: four (4) of seven (7)
samples 'm a week"

Not
established

Non-detect"
CFU or
MPN

Daily Quarterly

Total Nitrogen": Five-
sample rolling geometric
mean

8.0 10.0 mg/1 Monthly" Quarterly

19 Ii
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4.0 TABLES OF MONITORING REQUIREMENTS ,

4.1 PRE-OPERATIONAL MONITORING (OR CONSTRUCTION REQU1:RE1\aENTS)

Not applicable at permit issuance.

4.2 COMPLIANCE (or CPERATIONAL) MONITORING

. TABLE IA
ROUTINE DISCHARGE MONITORING - 4,1 MG1)2

'monitoring under Table IA is no longer required upon commencement of monitoring under Table JB.
'AL = Alert Level
'DL = Discharge Limit
'Total How is the total of flows to On-site process use, reclaimed water, and discharge to the RID canal.
'Flow shall be measured using a continuous recording flow meter which totals the HOw daily.
knot established = Monitoring required but no limits have been specified at time of permit issuance.
"mud = million gallons per day
9Montbly average of daily flow values.
I° Monthly average of daily flow values.
11CFU = Colony Forming Units / 100 ml sample. WN = Most Probable Number/ 100 ml sample. For CFU, a

value of <1.0 shall be considered to be non-detect. For MPN, a value of <2.2 shall be considered to be non-
detect.

'Week means a seven-day period start;u'1g on Sunday and ending on the following Saturday.
"if at least four (4) of seven (7) samples in a week are non-detect, report "yes" in the appropriate space on the

SMRF (indicating that the standard has been met). If at least four (4) of seven (7) samples in a week have
detections of fecal coliform, report "no" in the appropriate space on the SMR1* (indicating that the standard has
not been met).

"Total Nitrogen = Nitrate as N + Nitrite as N + Total Kjeldahl Nitrogen
15A five-month geometric mean of the results of the live (5) most recent samples



Metals (total):

Antjm0ny 0.0048 0.006 mg/I Quarterly Quarterly

Arsenic 0,04 0.05 mg/1 Quarterly Quarterly

Barium 1.60 2.00 1118/1 Quarterly Quarterly

Beryllium 0,0032 0.004 me/1 Quarterly Quarterly

Cgdnuium 0.004 0.005 mgt Quarterly Quarterly

Chromium 0.08 0.1 mg/1 Quarterly Quarterly

Cyanide (as iii cyanide) 0.16 0.2 1118/1 Quarterly Quarterly

Fluoride 3.2 4.0 Hua/1 Quarterly Quarterly

Lead 0.04 0.05 1ns/1 Quarterly Quarterly

Mercury 0.0016 0.002 mg/1 Quarterly Quarterly

Nickel 0.08 0.1 mg/1 Quarterly Quarterly

Selenium 0.04 0.05 mg/1 Quarterly Quarterly

Thallium 0.0016 0.002 mg/1 Quarterly Quarterly

h ll
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4.2 COMPLIANCE (or OPERATIONAL) MONITORING

TABLE IA
ROUTINE DISCHARGE MONITORING 9- 4.1 MGD (continued)



9:I

vf
l-

tn

Volatile Organic Compounds (VOCe):

Benzene 0.004 0.005 me/1 Semi-Ahmlally Seami7An1\ua1ly
Carbonu teirachlqride 0.004 0.005 D18/Y Senrii-Alunuaily

. . ..
.Semi-Annually

o-Dichlorobenzene 0;48 0.6 ms/1 Se.miiA1j§1ual1y
, _ . 1v. 4
semi-Ammauy

Para-Dichlorobenzene 0.06. 0,075 DDS/1 S'¢mi-Aimlially Semi-AJm11l8l1y

1 ,2-Dibhloroethane 0.004 0.005 1118/1 Semi-Annuaily.
5-.. "°...7'

Sgmi-=AnnuBj1y

H I1,t'-Dicbloroethyl e 0.0056 0,007 1118/1 .Semi. hilly Semi-Aiid1§}a]]8'
cis-1;2-Dichloroethylene 0;056 . 0;07 Hua/I .S¢ini-A11Q4uaIiy

. ,. g . , s . . 'a. :.u
.semi.Anmua11y.

trans- 1,2-Dichlbroethylene 0.08 0.1 mg/1 Semi-Mnnlxaily
.1 "

. . I
, .

. _ _ . »

1 *..» a1 "
.. 4

§emi¢ .Anmua1a1iy

Dichlcwomethane 0.004 0.005 . DHS/1 s.emi-Ananuuailly.
c v

. . ":.:. .
.a .Semi#-A39!l!18]-ly

1,2lDichlbropropane 0.004 0;005 ms/1
1 " . .¢

Semi" y
. 4. . u ..

Semi-A1u1nLuhiI1y
_ <.. . .

1

Etliylbénzene 0.56 0.7 mYs.
'.*

S'¢.mi-Annually
J a ' i  r. Q

11 .-1 . .y

I-Iexachlorobenzene 0.0008 0.001 mM Semi~An1ntuaHy. Semi~Anmlud11y..
.

Hexaclilorocyclopeniadiene 0.64 0.05 mg/1 Semi-14nn11Hll9 Semi-Amluafly
. * ' .(."

L

. Monochlorobenzene 0.08 0.1 nie/1 semi-Annually Semi-» AJnmJa-llbt

Styrene 0;08 0.1 H18/1 Semi-Aamidliy
1. "

Semi-Annually

Tetrachloroefhylene 0.004 0.005 ms /1 Sémi-.Aimuadly
. v

I
v 'r

.
, |•

Semi-Amlglal ly

Toluene 0.8 1.0 mg/1 Sbdni-Aanlaually
. .

Semi-Anmlally

1,1,1-Triéhloroeilnanne 0.16 0.2 mg/1 semi-Axinualiy
. . .»:

.

1,2,4. - Trichlorobenzene 0.056 . 0.0'7 mg/1 Semi-ArinuSuy Semi5~Anni1a1iy

1,1,2 - Trichloroethane 0,004 0.005 mg/1 Sgsmi-Annually Semi-Anmially

Trichloroethylene 0.004 0.005 H18/1 Semi-Annually' semi-Annuauy
. . . .

Vinyl Chloride 0.0016. 0.002 Ins/1 Semi-Amnmally Semi-Annuadly

Xylenes (Total) 8.0 10.0 m8/1 Semi-Annually Semi-Amnually

l ll
1
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4.2 COMPLIANCE (or OPERATIONAL) MONITORING

». . TABLE IA
ROUTINE DISCHARGE MONITORING _. 4.1 MGD. (Continued)

I



1 Downstream of the UV Channel 33° 27' 55" N 112° 21' 56" w

Total Flow": Daily" Not
Established"

Not
Established

mgdzl Daily Quarterly

Total Flow: Monthly
Average" 7.8 8.2 mud

Monthly
Calculation

Quarterly

Total Flow - Reuse
Daily

Not
Established

8.2 zngd Daly Quaurterly

Total Flow - Reuse
Monthly Average"

Not
established

8.2 mud
Monthly

Calculation
Quarterly

E; coli: Single sample
maximum

Not
established

15.0
CFU or
MPN" Daily Queerly

E. colirfour (4) of seven (7)
samples in a week"

Not
established

Non-detectzs
CFU or
MAN Daily Quarterly

Total Nitrogen 1 : Five-
sample rolling geometric
mean

8.0 10.0 1118/1 MonM:\ly28 Quarterly

la

~l.

-r
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4.2 COMPLIANCE (or OPERATIONAL) MONITORING

TABLE IB
ROUTINE DISCHARGE MONITORING -. 8.2 MGD

4

16 AL = Alert Level
"DL = Discharge Limit
"Total flow istle total of flows to on-site process use, reclaimed water, and discharge to the RID canal.
'Flow shall be measured using a continuous recording flow meter which totals the flow daily.
'° Not established == Monitoring required but no limits have been specified at time of permit issuance »
"xngd =million gallons per day
"MontbJy average of daily flow values.
"Monthly average of daily flow values.
2'cFU = Colony Forming Units / 100 ml sample. MPN = Most Probable Number/ 100 ml sample. For CFU, a

value of <l.0 shall be considered to be non-detect. For MPN, a value of <2.2 shall be considered to be non~
detect.

"Week means a seven-day period starting on Sunday and ending on the following Saturday.
"If at least four (4) of seven (7) samples 'ii a week are non-detect, report "yes" in the appropriate space On the

SMRF (indicatingthat the standard has been met). If at least four (4) of seven (7) samples in a week have
detections of fecal coliform, report "no" in the appropriate space on the SMRF (indicating that the standard has
not been met).

27Total Nitrogen = Nitrate as N + Nitrite as N + Total Kj eldahl Nitrogen
IsA rave-month geometric mean of the results of the five (5) most recent samples



Metals (total):

Antimony 0.0048 0.006 mg/1 Quarterly Quarterly

Arsenic 0.04 0.05 mg/1 Quarterly Quarterly

Barium 1.60 2.00 mg/1 Quarterly Quarterly

Beryllium 0.0032 0.004 mg/l Quarterly Quarterly

Cadmium 0.004 0.005 mg/1 Quarterly Quarterly

Chromium 0.08 0.1 mg/1 Quarterly Quarterly

Cyanide (as Rec cyanide) 0.16 0.2 1ns/I Quarterly Quarterly

Fluoride 3.2 4.0 man Quamrly Quarterly

Lead 0.04 0_05 mg/1 Quarterly Quarterly

Mercury 0.0016 0.002 mg/1 Quarterly Quarterly

Nickel 0.08 0.1 In8/1 Quarterly Quarterly

Selenium 0.04 0.05 mg/1 Quarterly Quarterly

Thallium 0.0016 0.002 mM Quarterly Quarterly

AQUIFER PROTECTION PERMIT no. P-100310
p. 19 of25

4.2 COMPLIANCE (or OPERATIONAL) MQNITORING I
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I
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TABLE IB
RQUTINE DISCHARGE MONITORING - 8.2 MGD (continued)



Volatile Organic Compounds (VOCs):

:Benzene 0.004 0.005 D18/1 Semi-Annually Semi-Annually

Carbon tetrachloride 0.004 0.005 H18/1 Semi-Annually Semi-Annually

o-Dichlorobenzene 0.48 0.6 1118/1 Semi-Annually Semi-Annually

Para-Dibhlorobenzerne 0.06 0.075 my! Semi-Annually Semi-Annually

1,2-Dichloroethane 0.004 0.005 mg/1 Semi-Annually Semi-Annually

1 ,1 -Di chloroethylene 0.0056 0.007 1118/1 Semi-Annually Semi-Almnually

cis-1,2-Dichloroethylene 0.056 0.07 mg/1 Semi-Annually Semi-Annually

trans-1,2-Dichloroethyleme 0.08 0.1 mg/1 Semi-Antnlually Semi~A1inua11y

Dichloromethane 0.004 0.005 H18/1 Semi-Annually Semi-Annually

1 ,2-Dichloroprop are 0,004 0.005 mg/1 Semi-Annually Semi-Annually

Bthylbenzene 0.56 0.7 1118/1 Semi-Annually Semi-Annually

I-Iexachlorobenzene 0.0008 0.001 1118/1 Semi#Annua11y Semi-Annually

Hexachlorocyclopentadiene 0.04 0.05 mg/1 Semi-Annually Semi-Annually

Monochlcarobenzene 0.08 0.1 mg/1 Semi-Annually Semi-Annually

Styrene 0.08 0.1 1118/1 Semi-Annually Semi-Annually

Tetrachloroetbylene 0.004 0.005 mg/1 Semi-Annually Semi-Amuually

Toluene 0.8 1.0 H18/1 Semi-Anlnually Semi-Annually
1 ,1 ,1-Trichloroethane 0.16 0.2 mg/1 Semi-Annually Semi-Annually

1,2,4 - Tricblorobenzene 0.056 0.07 mg/1 Semi-Annually Semi-Annually

1,1,2 - 'I`rich1oroe1hane 0.004 0.005 me/1 Semi-Annually Semi-Annually

Trichloroethylene 0.004 0.005 H18/1 Semi-Annually Semi-Annually

Vinyl Chloride 0.0016 0.002 MS/1 Semi-Annually Semi-Annually

Xylenes (Total) 8.0 10.0 1118/1 Semi-Annually Semi-Annudly

11
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4.2 COMPLIANCE(or OPERATIONAL) MONITORING

TABLE IB
ROUTINE DISCHARGE MONITORING I- 8.2 MGD (continued)

o
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112°  21' 56" W
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Total Nitrdgc-;h'° : Five-sample
rolling geometric Iirean .

10.0 1HS/1 Morhly. n .. rlyf
E' coli: .
Single-sample maximum

15.0
CFU or
MPH" Daily" 4 i

.
l

Qllarvetly

E..ico1i:....Rour.(4).ofLast.seven
(7) samples

Norm-deted"
CFU or
M AN

1wbiai:y"~ Single reading 5.0 NTU" Ev¢1w¢124y" Qwélu:tlerly
24-hour average 2.0 NTU Bv d&y

. , .•
..'|QUMWIIY

Entgeric Vinis57: Four (4) of
last seven(7) samples

Non-detect PFU38 Monthly / Suspended" " Qnialrterly u

4

1

Q
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. 4.2. COMPLIANCE (or OPER.ATIONAL)MONITORING

_ . [TABLE ac, . . .
R E c L A n 4 : 1 > WATER MonnroR1nG1~A81.E D cLAss '  A+"

Y

"Reclaimed waterMonitoring under Table IC shall be performed in addition to~routine.discharge monitoring
required under Section 4.2, Tables IA and IB; .

3° Nitrate N, plus Nitrite N, plus Total Kjeldahl Nitrogen (TKN). .
"CFU = Colony Forming Units per 100 ml: MPN = Most Probable Number-per'l00 Ml. For CFU, a value of

<1 .0 shall be considered to be nOn-detect. For MPN, a value of <'2.2 shall be consideredtO be'iion-detect.
"For fecal coliform, "daily" sampling means every day in which a sample can practicably be obtained and

delivered iN sufficient time for proper analysis, provided that no less than four (4) samples in each seven-day
period are obtainedand analyzed. .

" H a t least four (4) of the last seven (7) samples are non-detect, 'report "yes" in the appropriate space on the
SMRF (indicating that the standard has been met). If at least four (4) of the last seven.(7) samples have _

. detections of fecal coliform, report "no" in the appropriate space on the SMRF (iNdicating that the standard has
notbeen met): . .

3'Turbidinneter shall have a signal averaging time not exceeding 120 seconds. Occasional spikes due to back-
flushing or instrument malfunction Shall not be considered an exceedance. All exceedances nnLust be explained
and submitted to the Department with .the corresponding quarterly SMRF.

"'nru==nephe10mem'e 'nlrbidiry Units
_"r or me single tuurbldity I'8aG1ng§ "everyday" means the maximum reading during the 24-hour period.

.*'Iaisal monthly enteric virus sampling shall be performed to indicate four (4) out of seven (7) sample results ofnon~
detect. .

"Plaque Forming Units per 40 Liters. A.value of<l.l PFU/40 L shall be considered to be Non-detect.
39Bnter:ic virus sampling shall resume only when the discharge limit for the 24-hour average for turbidity is .

exceeded for two (2) consecutive 24-hour monitoring periods. Monthly enteric virus. monitoring shall continue
until four (4) out of seven (7) consecutive sample results show no detection. During times when enteric virus
samplings suspended enter "suspended" in the appropriate space on-the SMRF..



Pump Integrity Good Working condit-ion
.

'Weekly

'Trealtment Plant Components Good worldng condition Weekly-. Quarterly

Ra
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4.2 COMPLIANCE (or OPERATIONAL) MONITORING

TABLE11
GROUNDWATER MONITORING

Not applicable.

TABLE HI
FACILITY INSPECTION (Operational Monitoring)

Q Ly

1

!
I

4
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5.0 REFERENCES WAND PERTINENT INFORMATION

The terms and conditions set forth 'm thispeimit have been developed based upon the information contained 'm the
follow'mg, which are on file with the Department:

1. APP Application, dated: December 29, 2000 (original APP, signed on July 23, 2001)
August 18, 2004 (Significant Amendment, signed on June
13, 2006).
Ice 30, 2008 (Other A1nenMmt)

3. Final I-Iydrologist Report, dated: .

4. Final Engineering Report, dated:

October 7, 2005 (Significant Amendment)

August 16, 2005 (Significant Amendment)
August 27, 2008 (Other Amendment) l

5. Public Notice, dated: May 30,- 2001 (original APP)
February 23, 2006 (Significant Amendment)

6. Public I-Iearing,dated: Not applicable.

Not applicable.7. Responsiveness Summary, dated:
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6.0 NOTIFICATION PROVISIONS

6.1 Annual Registration Fees

The pennittee is notified of the obligation to pay an Annual Registration Fee to ADEQ. TheAnnual
Registration Fee is based upon the amount of daily influent or discharge of pollutants in gallons par day as
established by A.R.S. §49-242(D).

6.2 Duty to Comply [A.R.S. §§49-221 through 263]

The permitted is noted of the obligation to comply with all conditions of this permit and all applicable
provisions of Title 49, Chapter 2, Articles 1, 2 and 3 of the Arizona Revised Statutes, Title 18, Chapter 9,
Articles 1 through 4, and Title 18; Chapter 11, Article 4 of the Arizona Administrative Code. Any permit
non-compliance constitutes a violation and is grounds for an enforcement action pursuant to Title 49, Chapter
2, Article 4 or permit amendment, suspension, or revocation.

6.3 Duty to Provide Information [A.R.S. §§49-243(K)(2)and 49-243(K)(8)]

The permitted shall furnish to the Director, or an authorized representative, within a time specified, any .
information which the Director may request to determine whether cause exists for amending or terminating
this penni, or to determine compliance with this permit. The peimittee shall also furnish to the Director,
upon request, copies of records required to be kept by this permit.

6.4 Compliance with Aquifer Water Quality Standards [A.R.S.§§49-243(B)(2) and 49~243(B)(3)]

The permittee shall not cause or contribute to a violation of an Aquifer Water Quality Standard at the
applicable point of compliance for the facility. Where, at the time of issuance of the permit, an aquifer
already exceeds an Aquifer Water Quality Standard for a pollutant, the pexmittee shall not discharge that
pollutant so as to further degrade, at the applicable point of compliance for the facility, the water quality of
any aquifer for that pollutant.

6.5 Technical and Financial Capability
[A.R.S. §§49-243(K)(8) and 49-243(N)and A.A.C. R18-9-A202(B) andR18-9-A203(E) and (F)]

The permitted shall have and maintain the technical and inanciad capability necessary to filly carry out the
terms and conditions of this permit. Any bond, insurance policy, trust fund, or other financial assurance
mechanism provided as a demonstration of Financial capability in the permit application, pursuant to A.A.C.
R18-9-A203 (D), shall be in effect prior to any discharge authorized by this permit and shall remain 'm effect
for the duration of the penni.

6.6 Reporting of Bankruptcy or Environmental Enforcement [A.A.C. R18-9-A207(C)]

The pexmittee shall notify the Director within Ive days after the occurrenceof any one of the following:

1.
2.

the filing of banlamptcy by the permitted; .
the entry of any order or judgment not issued by the Director against the permitted for the enforcement of
any environmental protection statute or rule.

. J M; nit.: in and1'\..\...nb [A.Ii.J. a 4) .:. #3(I{)(8) and A.A.C. R18=9=-061

The pennittee shall conduct any monitoring activity necessary to assure compliance with this permit, with the
applicable water quality standards established pursuant to A.R.S. §§49-221 and 49-223 and §§49-241
through 49-252 .

6.8 Inspection and Entry [A.R,s. §§41-1009, 49-z03(8>, and 49-z43(K)(s)]
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In accqrdaunne with A.R.S. §§41-i0q9 and 49-203(B),`the the Diiectcr, or an arwthminzed.
icepresenltative,upon the pwesemltation b.fcrede1ntisds. andother dtqcuments as May be required by law,to Santa
and immsipecttthe facility as reasonably necessary QS ensure comnpiianee with'Tit1e49, Chapter 2, Article3 bathe
ArizonaRevised Statutes, and Title 18, Chapter 9, Artiela 1 mmugh4 of the ArizonaJhdmcliiuistrative Code
andthe terms and étinditions of this permit. . . ̀ .

. . 1.

6.9 Duty 'uilvIodify [A.Its. §49-Z43(I<xs). and A.A.c. R18-sn-A2111

Thlepelmitteesimllapplyforandrgcedveawrittena:nem~dmelntbe»i`o1:edBviwtingBlownanyoffhedosigIus or
opelraioaialpuractices auiimorriazedbythispeurnuit. . '

6.10 Permit Action: Amendment, Transfer, Suspension, and Revocation
[A.RS. §§49-201, 49-241 through 251, A.A.C..R18-9-A211, R1849-A212.and R18-9.A213]

'I`lllibpeu:nnjtmaybeam.en» dnd,hransfenrred,suspeugd~ed,orIwpEleedl&rca\1se,wnde1r tai¢rulcs ofHlo
DGPIIUW I- Iinepemnniwee sinallzaodfytlgeGroundwaterSec&onidwxidngW Mn;15d8ysa1t61r'qmqrchz|4n~go
inthgovvnmoropenltorof thefacility. Thg n|od6ns|wtiensM|allswot1iepéannuit.nunubeIr,t11enam9.of81e . .
'8¢iliW,'Hi8 dame-ofpufu4>» =1ny'u=m=fer,Imaam nameyaddxress,anmdphlomlaamuidibneirwlseMé Ei6'nnii¢.0vvné1*ur . .

TMopeu:atourshaIl,a~dvisethenevvovmeroropwdixirso£Moteg:hsof1hispe1nui1amd
tiie need8n° peu:1i:ittrat|1sfGrinaccowdaJuLcb'with'&oru1os. l

7.0 ADDITIONAL PERM1'r conDrr1ons-

7.1 Other Iliforination [A.R.sQ§49-z4s(1<)(8)]

W hence penni t teo becomes  awarotha¢i t& i1edto submit anyrelevanct&~dtsinapemitapplicatium, or' _.
srubmuitted i n permit application or in any report to Flin Director, ilwpeununitbsé sma1l
purumnptly submit the eonwr &its or Wfornmartioml. . .

7.2 Severability [A.n.s. §§49401, 49-241 through 251, A.A.c..n1a-9-A211, M8-9-M12 and R1s-9-
A2131 r . .

Thaspmvisioms ofthispexnndtarc severable, andifamugrpwviéiuuqofthispe1c1;nit,'or&e applicatiorofany
provision of this pemnnit to any circumstance, is lxbld-invalid, the application of such pwohrision to .sMear
circumsmces, andthereMaimdzurofthispamit, shallnotbe a&lectedMuleb5n ofaIequestby the
permitted for a permit he&on does not Amy or smspond the e&lectivemss ofaugr ccmlditiou.

7.3 Permit Transfer \

This permit may not be transferred to any other person except airer notice to and approval of the transfer by
the Department. No transfer she be approved until the applicant complies wills all transfer requirements as
specified in A.A.C. R18-9-A212(B) and (C).
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Exezcuwrvn SUMMARY

Clean WatsrAct Secifon 208 Amendment
Litchfield Park Service Co.

Augzisi*28, 2aao
#7244
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The Maricopa Association of Governments (MAG) is the Designated Management Agency with
the authority under Section 208(2)(b) of the Clean Water Act (CWA) to prepare the Regional
Water Quality Management Plan for the Maricopa County Planning AreN. The purpose of this
application is to request a Clean Water Act Section 208 amendment to the current Regional
Water Quality Managernennt Plan. The requested amendments include: .

3iI
J

x

I'
;
5.

Ka52

Alnnendmemt lfeaaa #1: . .
The construction Of a new IQPSCo owned and .opiated 8.2 MGD Palm Valley water reclannatioaz
facility (vvmf) on McDowell Road between Bullard Avenue acid I.,itchE.eld Road in the City of

Goodyear. The purpose of this new facility is for the reclamation of wastewater flows from the.
current LitchL1'ie1dPark Service Company (LPS Ce) service area and portions of the Regional
Analysis ZOne (RAZ)265 and 266. The expanded service area for thePalm Valley WRFwill
have a general boundary from the 1-10 freeway north past Camelback Road and west frrnin Dysart
Road to Ballard Avenue. Permits that will be required fofr.the Palma Valley WRY will 'include an
ADEQ.Rénse Permit for irrigation of existing golfeourses and parks as well as an APP permit
forlioth reuse and recharge. In the event Thai not all e£Elne:nt water can be reused aNd recharged a
NPDES will be in place to allow a secondary point of discharge.
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The cnmsuuction of a new LPSCG owned and opcratecl 8.2 MGD Sarival
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WRFaSz8va1Av:nus
=ndm¢D»<>w¢nR»aamuwaqxeooaym. Thspurpcseofthisne»wfaciJi1yisforMe
réclaznuatiumohvasmev\ra1erHo'érsEcumathewnudnilmgpomddnéofRAZ265. Thcsuvice areafm'.

S8dvdlWRFwli]1haveageuaenalbmmdauryiruclnn&eI-108ree=w2wnnl1r&toCanu¢5.béckRnad
andWest&bmBi11l8md.AvenueWCuvH¢nLweandse8E¢umsbetvvée1uColiom1.2neandP*atry.vi]J¢
Rload..P*unnu@8&z¢wi]1bQIequimedfor thuSarivdWRF'wi]lincMdemADEQRe1ukeP*enun&t.for
im'ga&cmofcxis&nggo1fconnsx andparksaswe11asanAPPp@itforbc|d1reusean~d
xec=ham@eL Intheement&axnota11 eMu~enrtwatexcanbe::cusedand1ec:ha4daNP9BS willbé'm
placémallofwhsecondmrypqinmddischarge.. - . .
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S¢v1=t1a1slnennaiireshavebeenstudiedinédditiamtoiheccrmstructinmofindfqiendenrtvrastelvraltel' i
I
I

LPS Co oominuubd cc bnEod M-'wastevrprna Bowtotlr Goodyear 157/ AvenueWWTP and
purchase ¢f a4a1tinna1¢apa¢a¢ym»b¢piovi¢1=an1he 1s7'"Av=nu¢1vlrvv1Ep.

;

I

Alternative 2: . . . .
.Constructioal of a LPSCO wastewater treaty t plant and sale of all interest in the City of

. . Goodyéa 15'7"' Avenue WWTP. . , '
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Clean WaferAct Section 208 Amendment
Litchfield Park Service Co.

August28, 20849
#7244 iI

A1ternaiive8: ..
LPS Co continued contribution of wastewater flow to the Goodyear 157**' Avenue WWTP and
purchase of additional capacity and process upgrades to be provided at the 157/** Avenue WWTP.

Alternative 4: .
Deferred construction of aLPS Co wastewater ueantnent plantuntil the actual LPSC6 wastewater
centzibution to the Goodyear 157"* Avenue WWTP increases to 2.0 MGD. 8

I
I

Alternative 5: .
Defamced oonstrucdozi of a LPS Co wamewater treatment plant until the actual LPS Co wastefw8ier
contributioN to the Goodyear 157"= Avenue WWTP indeases to- 1.4 MGD. 5

1
!
1

Ccnnstmcticm of aLPS Co vvawrreclaumzlllionplalntwas culusidmled to behighlycost-eiiective in
coinnpadsoh no the oomdnued ccnu1lbu» don of wastewater to me Goodyear 157"' Avenue WWTP.
h1thd1° 1998repoJrt,B18ck&Vealcml, Ilfdznnnninied mha:A1wnanvezmhoselismdabuwq
was &embstecon lcal.lyben~e&da1. .

i
f

This CW A 208 Amenénnent applicationpmuvvides information on the proposed in~deq:elud~ent
LPS Co WRFS. The follofwimg swiions describe how the Section 208requiremnnenltsare a~d~danessed

alternatives,pexzwnitting, pmenreannhanm, sludgemanagement,construction, Enauudng,

innlpects, andpublicpagticipantion. it

ABBREVIATIONS

i
I

ADEQ
ADWR'
APP
CPR
EPA
LPSCQ
M A G  .
MGD
MSDS
O&M .
p_A_C.E_
RAZ
WRP
WWTP .

Arizona Dlepmrtlnent ofEalwinouunnantal Qm§iry
Arizona D» epamne1nt of Water Resources
Aqnifu Pt:oltecti~on Pmuit
Code ofFede:m1 Reglilalions.
EnvirmainentalPrumecicnAgemcy-
Lin¢m|§¢1a Pad: Service Cbnnngauuy -
MzadcopaAssoda§cu1 of Governments
Million géHuns per day
mammal saint Data Snits
Opwaclicns and Mhinnenance .
Panic Advangcd <8vi1 E==9====1fi1ds,Inc.
Regor al Analysis Zuade _
Water ReclzMnMan
Wasnevvamr Treamemz Main
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Clean Water Act Section 208 Amendment
Litchfield Park Service (Jo.

August 28, 2000
#7244

20-Year Needs

The Maricopa Association of Govemxnents (MAG) is the Designated Management Planning
Agency with the authority under Section 208(2)(b) of the Clean Water Act to prepare the
Regional Water Quality Management Plan for the Maricopa County Planning Area. The purpose
of this application is to request a Clean Water Act Section 208 amendment to the current
Regional-Water Quality Management Plan. The requested amendments include:

Aiuuendment Item #1 :
The cons11'uctionof a new LPS Co owned and operated 8.2 MGD Palm Valley water reclamation
facility (WRF) on McDowell Road between Bullard Avenue and Litchfield Road in the City of
Goodyear. The pwtpose of this new facility is for the reclamation of wastewater flows from the
currentLitchfield Park Service Company (LPS Co)service area and portions of the Regional
Analysis Zone (RAZ)265 .and 266. The expanded service area for the Palm Valley WRF will .
have a general boundary from the 1-10 freeway north past Camelback Road and west from Dysart
Road toBullard Avenue. Permits that will be required for the Pally ValleyWRF will 'include an
ADEQ Reuse Permit for initiation of existing golf courses and parks as well as an APP permit
for both reuse and recharge. In the event that not all effluent water can be reused and recharged a
NPDES will be in place to allow a secondary point of discharge,

Amendment Item #2: .
The construction of a new LPS Co owned and operated 8.2 MGD Sarivd WRF at Sarival Avenue
and McDowell Road 'm the City of Goodyear. The purpose of this new facility is for the
reclannadon of wastewater flows from the remaining portions of RAZ 265. The service area for
the Sarival WRF will have a general boundary from the I- 10 leeway north to Camelback Road
and west from Bulled Avenue to Cotton Lane and sections between Cotton Lane and Perryville
RO2.d; Permits that will be required for the Sarival WRY will include an ADEQ Reuse Permit for
irrigation of existing golf courses and parks as well as an APP penni for both reuse and
recharge. In the event that not all effluent water can be reused and recharged a NPDES will be in
place to allow a secondary point of discharge.

LPS Co has a current allocation of 1.4 MGD capacity at the City of Goodyear 157"= Avenue
WWTP. I t is estimated that the sewer generation from the LPSCo service area will exceed the
current 1.4 MGD capacity allocation beginning in the year.200l. To accommodate existing and
future Hows, two new wastewater treatment plants are proposed. The proposed LPS Co
wastewater treatment plants are the Palm Valley and Sarival WRFs. Combined, the new -
treatmeNt facilities will provide tertiary wastewater treatment and reclannaition for all of the
sewage generated in RAZ 265, 266 and two additional developments outside these planning
areas (Wigwam Creek and Stardust Development). ..

The Palm Valley WRY will be designed and constructed in two phases. Phase I will have an average
day capacity of 4.1 MGD and a full build-out capacity of 8.2.MGD. Preliminary engineering design
of Phase Ahas begun. The facility is expected to be complete and operational by December 2001.

9
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Litchfield Park Sen/ice Co.
August 28,2900

#7244

To conserve time, LPS Co ha opted for a design/buildapproach for the initial phase of this facility.
The second phase expansion is anticipated to occur after approximately 2012. The initial flow to the
Palm Valley facility will come from diversion of the current 1.1 MGD LPS Co flow to the City of
Goodyear's 157"' Avenue plant. As part of the original service agreement with the city of Goodyear,
LPS Co has the right to sell part of or all of its 1.4 MGD capacity back to the city. At the completion
of Phase I of the Palm Valley facility, LPS Co will sell 1.0 MGD of the 1.4 MGD capacity in the
157"' Avenue plant back to the City of Goodyear.

f

I

This capacity will allow the City of Goodyear time to upgrade and expand their existing facilities to
accommodate future flows 'firm the Central PlanniNg ala (RAZ 280 and 281) and will provide a
Minimum of 0.4 MGD capacity surplus for LPS Co at the 157"' Avenue plant.

la

I?

After Phase I completion of the Palm Valley WRY, the second plant will be designed and
constructed. This second facility will be constructed near the intersection ofSar:iva1 Avenue and
McDowell Road. The Satival WRF will also be designed and constructed in two phases. Phase I
will have an average day capacity of 4.1 MGD with a build-out capacity of 8.2 MGD. The first
phase of construction for this facility is anticipated to occur in approximately 2006. Until that time,
current and near-future flows will use the exisdng 0.4 MGD surplus LPS Co capacity at the City of
Goodyear 157"' Avenue treatment plant; Phase II construction is anticipated to occur after 2016.

The following sub-sections describe the proposed wastewater treatment plants, alternatives, and
regulatory requirements for implementation.

A. Description of Existing Wastewater Treatment Fzicilities

Thnere are no existing wastewater treatment facilities in RAZ 265 or 266 to accommodate
the increasing wastewater generation from the LPS Co service area Currently,
wastewater from the LPS Co service area is routed approximately 5.7 miles to the city of
Goodyear 157"* Avenue WWTP. BeCause the wastewater generation from theLPS Co
service area is approaching the current capacity agreement of 1.4 MGD, LPS Co proposes
to construct new water reclamation plants in their service area. The addition of the these
facilities will reduce the overall capital and operational costs for current and future
LPS Co customers by eliminating the need for 6 miles of additional trunk sewer and lift
stations. In addition, consumers will benefit from the reduced cost of reclaimed water,
which will be processed much closer to the pointlOf reuse.

'|
B. Sunmnmary of Alternatives

w Five alternatives have been considered to evaluate the treatment of the increasing
wastewater flows 80m the LPS Coservice area Black & Veatch, LLP prepared a study of
these alternatives in July 1998. A copy of the Preliminary Wastewater Planning Study
for SzmCor and Litchfield Park Service Company is included 'm appendix F of this
amendment application for iurtherreview. The following alternatives were studied:

1
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August 30,2000

NIS. IndyBauer,Envhcomzlunuaunteai Prqgnram Diurelctor
Maricopa Association of.Govenuumenzts
302North1 Avenue.Suite300
Plmuelnix. Az 85003

RE: MAG zoo AMENDMENT - GOODYEAR, ARIZONA

Dear Ms. Bauer:

Enclosed is a proposed Amendment to the Maricopa Association of Goveuaroents (MAG) 208
Water Management Plan point source plan element for the City of Goodyear and
Litchfield Park Service Company (LPSCQ). We are requesting the County's rew'ew comments
and its found suppoun in this MAG 208 Amendment process

Theproposed.'amendment will update the plan for wastewater treatment facilities in the central
and northern planning area within the City of Goodyear, and will provide additional needed
capacity for SucCor, the nnastelr developer for moet of the nom-th area

The WRFS are. located within three miles of Litchfield Park, Mondale, Glendale, EL Mirage
Buckeye, and unincorporated Maricopa Covmrty. Support letters are attached from Avondale
Litchfield Park and Glendale

Council approved the Amendment w MAG 208 Water Quality Management Plan for the
addition of Phases I-N (16.4 MGD total) of the Palm Valley and Satiyd AvenW Waler
Reclamation Facilities (WRF) both located north of. McDowell Road, subject to the
AGREEMENT FOR MAG 208 ArE:r~n:>mEnT. The agreement, viiadch is attached oiztlilmes the
City's consent of the revilions to be made to the 208 plan proposed by LPS Co. Part of the
agreement however addresses conditions that LPSCQ must meet in order to proceed with
expansions to the Palm Valley facility (beyond the original 4.1 MGD construction) or
construction of the Saliva! Avenue facility

A. The 'siaciiitymuét meet State and Federal odor requiieznents
B. The operation mUst Meet Stale and Federal noise control mq@emmts
C. The facility Must produce a Class A Sludge without vioiaiions of any State or Federal

requirements
D. Compliance with the EngineeIiOg Report prepared by EnvironMental Utilities Intenaatfonal

(alsoattached)

clrv OF GOODYEAR

623-932-391 G
I 9 now. Lrrchfiemu Road

T-80G-USA-I -PHX
Goodyear, Atizorac: 85338

MX 623-932-1 `l 77 TDD 623-932_6500
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At such time as each phase of the facilities reaches an operating capacity of 3 million gallons per
day (3 MGD), of each operating phase, without violation and 'm compliance with conditions A,
B, C and 4 above, LPS Co may commence construction of the next phase. The City's designated
consultant shall determine, at each phase, whether LPSCO has complied with the requirements
of this Agreement. The Co11,su1tat1t's report of Endings shall be Submitted to City Council for
approval poor to Commencement of each phase.
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The following are current WWTP's and
WRF'sinthis area:

WRF Md the proposed amendment for additional E-
F
i
i

Ezcisdnxz 208 Plan
Goodyear WasteWater Treatment Plant
Cornett Basin WRF
Lim Basin WWTP
Waterman Basin WWTP
n/a  .
1:/a

Proposed Amendment
n/a
d a
n/a
n/a
Palm Valley WRF
Sarival Avenue WRY
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Si:nce,thenlew1ypr.oposedlWRF'san:locartedwifhixqhreemiles oftlie uminG0urpouiltedM8riccpa
ComuntywasteWatcrplanniangarea.TheCityofGoodgrea1-isrequesiingawrittenwqnmessionqf
swappeniiumthecounty,cpmixnningthar thisAmendnnsntvvillnnmeowfliccwith anywasuewamer
PMSW CQMW. . . I

i

i

We would appreciate a timely review and response so thactwe can the MAG approval
pzvocess. Please address your letter of support to my aiteantion. If you have technical questions or
comments, you may direct them.to Steve Owen ofPacif\c Environmental Resources Corporation
(PBRC) at (602)631-3905 ext. 405. .

The City of Goodyear appnseciates the County's assistance with this matter.
i
1

Sincerely, .

;"

3

CITYOF GOODYEAR

Step .. _Cleveland
cixymwger. .

i.

I

. Enclosure

cc:
s

i
I

5JI

caw Esquivel, II., Pubic Works Director
David w. El1i=s, ]'..PSCo
Jay Ellimgson, S1mCosr»
Reading File .'
City Clerk
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